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1 Adapter2 operation

1.1 Key functions of the Adapter2

The primary function of the Adapter2 is forwarding reports of alarm systems to remote monitoring
station over the Internet.

Main functions:

T
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Sends SMS, e-mail* and Push notification* with configurable message for each event.
Reports events by SMS, e-mail* and Push notification*, by voice call with voice messages
uploadable as audio files, over IP to remote monitoring stations using different
communication protocols and by voice call using DTMF-based Contact ID protocol.
Reporting options:

U SMS with configurable message up to 4 phone numbers.

U E-mail with configurable message up to 4 addresses*.

U Push notification with configurable message up to 4 users (mobile applications)*.

U Voice call up to 4 phone numbers with up to 15 uploadable messages of 10 seconds

each.
U Reporting to CMS (Central monitoring station) over IP up to 4 IP addresses using SIA
IP DC-09, TELLMon and TEX protocol.

U Reporting to CMS by voice call using DTMF-based (DC-05) Contact ID protocol.
Up to 10 notification templates can be created and assigned to events to configure the
priorities of reporting channels used for reporting to CMS.
Configurable Contact ID event codes for each input and service event, including partition
and zone options.
Output control can be customized separately for each event using different operation modes,
which can also be used to arm or disarm the connected alarm control panel remotely, through
the mobile application.
Available custom events: input events, service, and error events (new and restore as well)
IP camera support: forwards the links of up to 4 IP cameras by e-mail and Push notification
along with the alarm messages.

* Available in the PRO model only
** SMS and call-based functions are not available in the WiFi product model.

1.2 Differences between the Adapter2 and the Adapter2 PRO models

There are differences in function between the Adapter2 and the Adapter2 PRO product models.
The Adapter2 PRO includes the following extra functions:

1
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E-mail notification

Push notification

TELL Control Center multiplatform mobile application (iOS and Android)
IP camera support



1.3 Differences between the 2G, 3G, 4G and WiFi models

The only difference between the 2G, 3G and 4G models is the type of the modem used.
The 3G (UMTS) and the 4G (LTE) communication makes possible higher speed, thereby
increasing the speed of reporting. The 2G, 3G and the 4G models can be used in Europe.
There is no difference between the mentioned models regarding the available functions or
configuration. For the 2G model, calls made through the GSM network will delay all other
communication, since 2G modems are unable to use multiple communication channels
simultaneously.

The WiFi model can only be used with a WiFi network. SMS and call-based functions are not
available in this model since it does not have a GSM modem. In turn, this model does not require
a SIM card.

1.4 Under Voltage Lock Out (UVLO) function
The Adapter2 is provided with built-in automatic power disconnection (Under Voltage

Lock Out) function. The device will turn off automatically when the supply voltage drops
UVLO below critical level, and turns back on when the voltage restores to operational level.

1.5 Remote monitoring application overview

Remote monitoring station Mobile network Customer

| optionar |
backup :
system LAN

R ——

Modem

Adapter2 Alarm
system

Mobile Switching
Center (MSC)

Receiver ! Internet Service ! Internet
Provider :

The Adapter2 models equipped with a modem communicate with the TELLMon or SIA DC-09

receivers and MVP.next or TEX-MVP servers through the GSM

switching center using the GPRS/UMTS/LTE network, and then through the Internet. After
processing and conversion, the server forwards the received data packages through serial port
towards the monitoring PC that runs the alarm monitoring software. Alternative reporting channels:
voice call and SMS.

The WiFi product model connects to the Internet via a local WiFi router and does not support
alternative reporting via voice call or SMS.
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1.5.1 General information about the notification process

The device sends notifications based on own events available in the device, and based on the
configuration of the connected alarm systemobs

There are 4 event categories available in the device: input events, service events, custom events,
and alarm system events.

1 Input events: Input events are generated by triggering the contact inputs on the device.

1 Service events: Service events are generated automatically by the device, such as error
events, own periodic test report, or events on reaching different configured limits.

1 Custom events: Custom events are generated by freely configurable commands sent to the
device in a text message. Custom events and commands can be configured optionally in the
device.

1 Alarm system events: Alarm system events are Contact ID messages received from the
connected alarm system via the deviceds si mu

When an event is generated, the device starts the notifications and controls configured for that
event. The order of notifications corresponds to the order in which the events occurred.

U Reporting to a remote monitoring station

You can assign one from the notification templates configured in advance to each event.
In a notification template you can configure, which of the configured monitoring receivers should
be notified, and with what priority. Backup reporting by SMS can also be set for the case when
reporting fails to all the selected receivers. Reporting a given event will thereby be performed
according to the notification template associated with it. Regarding events received from the
connected alarm system, it is possible to filter events by event code, partition, and zone number.
Thereby, you can add a filter for a group of events or even a specific event, of which reporting can
be configured likewise, by assigning a notification template customized as needed. Furthermore,
depending on the device settings, as a backup option, the alarm system can also send reports via
DTMF based voice call to a landline receiver, by dialing a specific phone number.

U Notification sending to users

Regardless of reporting to remote monitoring station, you can configure notifications for users
by call, SMS, Push message or e-mail (depending on the product model).

Reporting to remote monitoring station has priority against notification of users. The device sends
the events simultaneously to the configured IP addresses. It sends the ACK signal towards the
alarm control panel only when it receives the ACK from at least one of the configured receivers
(IP addresses). Regardless to this, event sending continues towards the other receivers. If the
device does not receive an ACK signal from any of the configured receivers, it tries to report the
event for up to 10 minutes. If reporting to the configured IP addresses fails for the mentioned
10 minutes, the device stops reporting the event and will no longer send notification on the given
event, but the event will be shown in the event logs.



2 Connecting the terminals and putting into operation

Attention! Do NOT connect the metallic parts of the GSM antenna connector or the
terminals of the device directly or indirectly to the protective ground, because this may
damage the device!

2.1 Connections and wiring

.......... T e e = e 0= = a2 = =2

SV#/V-/ LINE /INT/IN2/IN3/INg com/our

+
o. 12-24vDC

TEL. LINE
TIP RING T+ R-1  GND

QLYY

ALARM CONTROL PANEL

System terminal inputs and outputs:

V+ Supply voltage 12é 24V DC (min. 500mA)

V- Supply voltage negative

LINE Simulated phone line output (connect to alarm system phone line input terminals)
IN1 Dry contact input 1

IN2 Dry contact input 2

IN3 Dry contact input 3

IN4 Dry contact input 4

COM Common negative for the contact inputs and the output (potential equivalent with V-)
OUT Relay output (switches the negative, max. 1A)

Attention!

Although the COM and V- terminals are equivalent, due to the design of internal circuit
protections, the COM terminal shall not be used as negative input for powering the device,
because this may damage the device! The COM terminal should only be used for
connecting the contact inputs and the relay output!

We would not advise powering the device directly from the power output of the alarm
control panel (AUX), as we cano6t g gieen auhputaseablé tb fully opehate the
device. Insufficient powering may lead to_communication errors _and frequent device
restarting, making it impossible for the device to operate normally as expected. To avoid
this, we suggest that you use a separate power supply for the device.




An uninterruptible power supply with adequate power is essential for the product to
operate properly. The power supply must provide a power that can serve the minimum
operating voltage and the maximum power consumption of the device. The power feed
must be continuous and transient-free even when there is a mains power failure, and the
power feed switches to backup battery operation.

An ideal solution for the above purposes is the power supply designed and manufactured
by TELL, which we expressly recommend using for our communicators.

1 Recommended TELL power supply for use with an alarm control panel:
TT40VA-16VAC/24VDC, which provides power feed (16V AC) also for the alarm control
panel at the same time.

1 Recommended TELL power supply for other use: TT25VA-12V5.

2.2 Input wiring

For the inputs, the normally closed or normally open dry contact should be connected between
the given input (IN1é IN4) and the negative of the power input (V-) or the COM terminal.

If a normally open dry contact is used to activate the input, choose the NO (normally open) option
in the given inputbés settings. I n this case,
between the given input (IN1é IN4) and the V- terminal (or the COM terminal) becomes closed.

If a normally closed dry contact is used to activate the input, choose the NC (normally closed)
option in the given inputodos settings. I n thi
contact between the given input (IN1é IN4) and the V- terminal (or the COM terminal) becomes
open.

2.3 Output wiring

The output provides normally open (N.O.) dry (potential free) relay contact by default and closed
contact upon control.



2.4 SIM card holder

The device requires a Mini (2FF) size SIM card.

The SIM card holder can be accessed by removing the cover of the
aperture found on the device enclosure.

Note: the WiFi device model does not require a SIM card, therefore
it has no SIM card holder. The cover can be removed by pressing it
with your fingernail towards the LED at the end where the gap is and
then pulling it outwards. Insert the SIM card in the holder. The
services to be activated on the SIM card installed into the Adapter2
device should be chosen according to which services of the device
you wish to use. Basically, for communication with receivers and
servers it requires a SIM card with mobile Internet access that may
use either public or private APN. The functions that use SMS
sending need SMS service and the ones that use calls require GSM

voice call service.

1 Installing the SIM card:

mt &
«

2.5 Connecting the antenna

1 1. Pull the metal security lock of the SIM holder
towards the LED until you hear a click.

1 2. Reach under the metallic security lock with
your fingernail and pull it outwards to open the
holder.

1 3. Slide the SIM card into the opened part with
the contacts facing down, as shown in the figure.

1 4. Close back the opened part together with
the SIM card.

=

5. Press down the metallic security lock
carefully and pull it towards the side of the
enclosure until you hear a click.

Connect the GSM antenna to the FME-M socket. The device comes with an antenna that provides
good transmission under normal reception circumstances. In case of experiencing signal strength
problems or/and wave interference (fading), use a directed antenna, or find a more advantageous
mounting place for the antenna. In case of installing the unit into a metal box, the antenna should
be mounted outside the box, in a place where the measured GSM signal is the highest available.

2.6 Installation

Please check the environment before installing:

1 Verify the GSM signal with your mobile phone. It may happen that the signal strength is not
sufficient in the place where you planned to mount the device. If this is the case, you can
reconsider the place of installation before mounting the device.

1 Do not mount the unit in places where it may be affected by strong electromagnetic
disturbances (e.g., close to electric motors, high voltage, etc.).

1 Do not mount the unit in wet places, or places with a high degree of humidity.



2.7 Putting into operation

T Check the firmware ver Status monitéringdoo umre ndue v iadhed iun

firmware if a newer version is available.
(Downloads: https://www.tell.hu/en/downloads, instructions: Updating the firmware).

Disable the voicemail service and SMS notification about missed calls on the
SIM card installed in the device.

Ask the service provider to activate the VOLTE service on the SIM card.
This is essential for voice calls to work on the 4G network.

The device c an handl e t he SI'M car dwant t® lude theode
PI'N code management, configure the SI M car
softwvarei n t he fAGener al 0 deOthecwase disable RINNcpde requeest u
on the SIM card.

Enable caller identification service on the SIM card at the GSM service provider (this
service might not be enabled by default, please check). To enable this service, install the
SIM card into a mobile phone and call t he
provider and enable the service in the menu, or visit one of the servicepr ovi der 6 s |
customer services and ask to enable this service on the SIM card.

If your device is equipped with a modem other than A7682, configure the APN in the
fiGenerald0 settings menu. You can Stdius m@nitdringd med et
(this requires the latest programming software and device firmware).

Check the SIM card to be installed correctly in the device. If you are using a SIM card of
Nano or Micro size, we recommend using an adaptor frame with support rims, which you can
buy separately.

Check the GSM antenna to be connected correctly to the device.

9 Check the wires to be connected as instructed in the wiring diagram.

1 You can power up the device (12-24V DC). Make sure that the power source is sufficient for

the operation of the Adapter2 device. The nominal current consumption of the Adapter2
device is 120mA, however it may increase up to 500mA during communication and output
control. If the used power source is not sufficient for the operation of the device, this may
cause malfunctions.

2.8 Status LED signals

Normal operation,

Slowly flashing green connected to the GSM or WiFi network

The GSM or WiFi service is unavailable,

Flashing red or system startup/restart in progress

Permanent red

SIM card error
(only for models equipped with a modem)
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2.9 Technical specification

Supply voltage range: 12 @4vDC
Nominal current consumption: 120mA
Highest current consumption: 500mA @ 12V DC, 250mA @ 24V DC
Operating temperature: 20u€e70UC
Transmission frequency:
2G model: 850/900/1800/1900 MHz
3G model: 900/2100 MHz @UMTS, 900/1800 MHz @GSM
4G model: 900/1800 MHz@GSM/EDGE, B1/BS8@WCDMA,
B1/B3/B7/B8/B20/B28BA@LTE
WiFi model: 2.4 GHz, 802.11 b/g/n
Highest load supported on output: 1A @ 24VDC
Dimensions: 84 x 72 x 32mm
Net weight: 200g
Gross weight (packed): 300g

RF emission power:

Frequency Power Minimum power
EGSM900 (GMSK) 33dBm N 2dB 5dBm N 5dB
DCS1800 (GMSK) 30dBm N 2dB 0odBm N 5dB
EGSM900 (8-PSK) 27dBm N 3dB 5dBm N 5dB
DCS1800 (8-PSK) 26dBm +3/-4dB 0OdBm N 5dB
LTE-FDD B1 23dBm +/-2.7dB <-40dBm
LTE-FDD B3 23dBm +/-2.7dB <-40dBm
LTE-FDD B5 23dBm +/-2.7dB <-40dBm
LTE-FDD B7 23dBm +/-2.7dB <-40dBm
LTE-FDD B8 23dBm +/-2.7dB <-40dBm
LTE-FDD B20 23dBm +/-2.7dB <-40dBm

11



3 Configuring the Adapter2

The Adapter2 can be configured the following ways:
1 By computer via USB, using the programming software.
1 By computer over the Internet, using the programming software.

The Adapter2 programming software is compatible with the following operating systems:
9 Windows 10 (32/64 bit)
Earlier Windows operating systems are not supported by the software.
Installing the programming software: open the software setup application and follow the

instructions of the installation wizard to complete the installation. The latest version of the
programming software is availableont he manuf act yhttie/ménstellimB.b si t e

The Adapter2 programming software can be used to configure all Adapter2 device models.

3.1 The user interface and configuration options of the software

The user interface language can be selected during installation.

The user interface appearancec an b e ¢ hangéd&hkemeads idmr g piehuefoarid in the
fSoftware settingsd Settifgs6 menu, wher e fomvariauaappeardncedhsnees.

The software saves changes related to appearance upon closing and applies the saved settings
when reopened.

In the menus that contain a spreadsheet, an advanced filter is available in each column by clicking

on the filter icon , which appears on the right-hand edge of each column header by moving
the mouse pointer on the given header. You can use the filters to filter data in any column.
You can toggle between ascending and descendi
You can toggle between show/hide columns or change the order of the columns in the

spreadsheet by drag-and-drop, after clicking on the button marked with a star 21 in the top left
corner of the spreadsheet. You can also change the order of the columns by moving the header
of the columns.

12
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3.2 Methods for connecting to the device

Connection type

P & Ex a @

Use TEX protocol TELLMan protocol Cloud Peer-to-peer

For connecting to the device using the programming software, the options listed below are
avail abl e .TEXFpovotocotoh ea nfid THLIbMon grotocold connecti on
communication protocol used by the device depends on how this has been configured in the
device by the installer, in accordance with the type of the server/receiver that it is connected to.

USB: connecting directly using a USB-A to USB-B cable.

TEX protocol: connecting remotely over the Internet to a device, which uses the TEX protocol.
Choose this option if the device is connected to any of the following servers/receivers via the TEX
protocol:

- MVP.next server;

- TELLMon receiver;

- TEX-MVP server,

- TEX BASE or TEX PRO server.

TELLMon protocol: connecting remotely over the Internet to a device, which uses the TELLMon
protocol. Choose this option if the device is connected to any of the following servers/receivers via
the TELLMon protocol:

- MVP.next server;

- TELLMon receiver.

Cloud: connecting remotely over the Internet, via the cloud server operated by the manufacturer.
You can use this option if the device is connected to the cloud.

Peer-to-peer: direct remote IP connection over the Internet. This option can be used if the
computer running the programming software, and the SIM card installed in the Adapter2 device
are in the same VPN or a private APN.

3.2.1 TELL servers and receivers

1 TELLMon: standalone TELL remote monitoring receiver.

1 MVP.next: cloud-based TELL remote monitoring server system.

1 Cloud: cloud-based TELL server used for the mobile applications and remote access of
TELL devices.

TEX-MVP: cloud-based TELL remote monitoring server system (discontinued).

TEX BASE and TEX PRO: standalone TELL remote monitoring server (discontinued).

= =4
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3.2.2 Configuring directly via USB

To start programming the device, follow the instructions below:

)l
)l

T

T
T

T

Open the Adapter2 programming software.

Sel ect the USKonogrtiontymedoi menhhe power andgponneddie
to the computer using a USB-A to USB-B cable.

Connection parameters

Device password

|:’:::::r: |

Enter the device password.
0 Super administrator permission: full access to all settings. (Default password: 1234).
o Administrator permission: can only access settings enabled by the superadmin.

d

You can configure the admin pGeseneationrtypeos)e.p ar

o Connecting without a password: only restoring the factory default settings is available,
if the device has not been locked.

iy
Cl i ck ©omnetcthh*®? bitton.

If the wrong password is entered, the software connects to the device, but the same functions
will be available as when connecting without a password. To try a different password, close

the connect i ®isconmecio® buttbne entér the new password, and then

~

connect agaiConnac® @ puttan.h e #

The software connects to the device using standard HID driver, which is integrated in
Windows operating systems, thus there is no need to install special USB drivers. When the
device is connected to USB for the very first time, the Windows operating system installs the
drivers automatically.

The connection status is indicated by the USB status icon placed in the upper left corner of
the program window:

*@ USB disconnected (green)

connected via USB (grey)

After connecting using the valid password, you can configure the device, change settings,
download event logs and monitor system status.

To close the c¢o Dsmuectocd® buttanl i ck on

14



3.2.3 Remote connecting to devices via cloud service

This connection type can be used if the Adapter2 device is connected to the cloud. For this,
the APN settings must be successfully set, and a SIM card with available mobile Internet
service should be installed in the device, which may use either a public or a private APN,
but in the latter case, you must arrange with the mobile service provider to open the given
private APN for accessing the cloud server IP address at 54.75.242.103, port: 2020.

| f Clowd useged0 opti on i 8 &hellied et t i nipes device willl be
continuously online, so it can be accessed anytime over the cloud. | f you donét wa
permanent cloud usage due to the data use that it involves, it is possible to command the device

by SMS to connect temporarily to the cloud, about which you can read more in the below.

With this connection type, connection between the device and the Adapter2 programming
software will be established through the cloud server operated by the manufacturer.

T h eSysfiem logs6 opti on of the programming software
connection over the Internet.
Connection parameters

Device name Cloud Device ID Device password

|.E'.|:Ia|:uter2 Demao |l| |Cluud (Adapter2, F‘ager4|i| |68:2?: 19:18:0F:CC | |"’“" | @ Save the password

Device name: from this drop-down menu, you can select the device you want to connect to, if you
have already added the cont ac Devideregiastetos mefn ut. h e

Cloud: the name of the server where the (leudi ce
(Adapter2, Pager4, DUALCOM SIAIP)O i s the default. I n case of
remotely to the device, it is possible to configure a server IP address and port number different
from the default server ,6 Sdryerragisteion gneamunew fs ¢ hee
servers recorded, you can choose the appropriate server for the given device in this drop-down
menu from the recorded servers.

Device ID: the device identifier of the Adapter2 device to which you want to connect to.
The device identifier is unique, burned-in during production, and thereby it cannot be changed.
The device ID format is: FF:FF:FF:FF:FF:FF (6x2 hexadecimal characters).

You can read the device ID of the given device from t h ®evite IDO s e adnttihoStatiis
monitoringd mewvmWS$SB connection. The device will also send its device ID in the reply to your
request for connecting to the cloud, sent by SMS to the device, about which you can read more
below.

Device password: the security password of the device (default superadmin password: 1234).

Save the password: in case that you have provided the data necessary for connecting to the
devi ce h eComection pardmeterBS0 secti on, and you enabl e t
also save the entered password in the device register, when you initiate a connection to the device.

15



Connecting to the device through the cloud:

T Sel ec Cloudded ofpt i on Cannectiohtyped menu.

1 If you have already registered the device in the "Device register" menu, select the device
you want to connect to from the "Device Name" drop-down menu. Otherwise, you can
either enter the data needed for connecting, in the corresponding fields, which will be
recorded automatically in the device register using the entered device ID as the device

name, when you start connecting to t h@oudeevi
drop-d own menu, enter the i d®devicelDd efri ewlfd,t heend

passwor dDevige pdstweorddi f i el d.

Entering the device password.
0 Super administrator permission: full access to all settings. (Default password: 1234).
0 Administrator permission: can only access settings enabled by the superadmin.

You can configure the admin pGoeneationrtybeods)e p a

o Connecting remotely without a password is not possible.

1 If cloud usage is enabled in the settings of the given device, the device keeps continuous
connection with the cloud server. In this case skip the SMS sending process mentioned
bel ow. Cloud wusage c &enerdice seentatbil negds inmme ntuh e
disabled, the device will not keep continuous connection with the cloud, it will only connect
upon request. Therefore, if this is the case, before trying to connect remotely to the device,
the request for connecting to the server should be sent by SMS to the phone number of the
SIM card installed into the device. The device accepts the request for connecting to the
cloud server from any phone number if the valid device password is specified in the
message.For this, the device password s hoRWDd
parameter, as specified below. Commands sent with a missing device password or a wrong
password, will be ignored by the device and it will not send any reply to these numbers.
The PWD parameter is not required when the command is sent from a phone number which
is configured in the Reporting channels menu, in the User phone number settings
section (those phone numbers are considered authorized, and can send commands without
the password).

The request command for connecting to the serveris: 0 CONNECT,PWD=device password#

PWD: the device password can be specified using this parameter. The superadmin and admin
passwords are both accepted (default superadmin password: 1234).

Example on the usage of the command mentioned above: U CONNECT,PWD=1234#
When sending from an authorized phone number: U CONNECT#

Send the mentioned request command for connecting to the cloud by SMS to the phone number

of the SIM card installed in the device andwai t f or t he Adseoniastbeddsvica e p

successfully connects to the cloud, it will send the following reply:

Connected to (IP address:port number)
ID=(device identifier)

If cloud usage is disabled in the device settings, the device remains connected to the cloud
for 10 minutes only and thereafter in case of inactivity it disconnects automatically. Therefore, you
have 10 minutes to connect to the device after it sends the reply message.

If you receive no message from the device within 1 or 2 minutes, please make sure that the
settings are correct and that the circumstances of sending the request for connecting satisfy the
conditions mentioned above.
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Possible error messages:

Missing APN The APN is not configured.

Network connection error

The device is unable to connect to the Internet due to an
error, faulty settings, or missing Internet service.

If the APN settings are not configured in the device, or if they are wrong, you can configure this
using the following SMS commands. It is also possible to configure the cloud settings, but normally

the factory default values are configured for this.

SMS command

Specification

U APN=APN,PWD=device password#

Configuring the APN

U APN=APN,username,password,PWD=device password#

Configuring the APN along
with  the username and
password belonging to it

U CONNECT=server address:port nr,PWD=device password#

Configuring the cloud server
address and port number,
then connecting to the server

Example on the usage of the commands mentioned above:

U APN=internet,PWD=1234#
U APN=net,guest,guest,PWD=1234#
U CONNECT=54.75.242.103:2020,PWD=1234#

Waitforthedevi ceds repl y. Afttithas connectel ta the cbowdncbntinuervétid

the next step.

T Click Gcmnet:th%\é Button and wait for the connection to establish. The process

of connecting may take a few seconds.

1 The connection status is indicated by the status icon in the top left corner of the program

window:
Q disconnected (green)

connected (gray)

9 After connecting using the valid password, you can configure the device, change settings,

download event logs, and monitor system status.

9 To disconnect from the device,c | i ¢ k Djsrmonnebtéca button.
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3.2.4 Remote connecting to devices via peer-to-peer connection

This connection type can only be used in a private APN, or through a virtual private network
(VPN) connected to the given private APN. In case of using a private APN, sending and
receiving data between the SIM cards in the given APN should be enabled. The SIM card
installed in the Adapter2 device you wish to connect remotely to, should have a static IP
address and should be part of the given private APN, respectively VPN, just like the
computer from which you wish to connect to the device. If the computer is not part of the
given private APN through VPN, then you can connect to the device trough a mobile
Internet stick connected to the computer, in which you must use a SIM card that is part of
the given private APN. Also, the APN settings must be successfully set in the device you
want to connect to.

*For connecting directly to the WiFi product model from outside the local network,
configuring port forwarding is required in your router, and the static WAN IP address of the
router should be used in the software. The device uses port 6789 and UDP protocol.
Otherwise, you can only access the device in the local network using its local IP address.

With this connection type, a direct (peer-to-peer) connection will be established between the
device and the Adapter2 programming software.

T h eSysfiem logs6 opti on of the programming software
connection over the Internet.
Connection parameters

Device name Metwark Device IP address Device password

|.ﬁ.dapter2Dem|:| |L| Peer-to-peer (built-in) |L| |1EID-63-21‘3-241 | |"""" | E Save the password

Device name: from this drop-down menu, you can select the device you want to connect to, if you
have already added the cont ac Devideregastetos mefn ut. h e

Network: the name of the network used for connecting to the device. The program contains
abuilt-i n net wo Pder-torpeen@, Awhi ch can be .limeeddd yawscatatdde d
further net wo Sd&venregser® ime ntuhe wihi ch you can use
(e.g., you can configure a different network name for the local and the remote connections of your

WiFi devices).

Device IP address: the static IP address of the device you want to connect to. You can read the
device IP address of the given device fromt h & address0 s e intt ih &tatéis monitoringo
menu, via USB connection.

Device password: the security password of the device (default superadmin password: 1234).

Save the password: in case that you have provided the data necessary for connecting to the
devi ce h eComection pardmeter8B60 secti on, and you enabl e t
also save the entered password in the device register, when you initiate a connection to the device.
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Connecting to the device through peer-to-peer connection:

1T Sel ec Peert—to-[aaeerﬁcgo pti on Caonnectiohtyped menu.

1 If you have already registered the device in the "Device register" menu, select the device
you want to connect to from the "Device Name" drop-down menu. Otherwise, you can
either enter the data needed for connecting, in the corresponding fields, which will be
recorded automatically in the device register using the entered device ID as the device
name, when you start connecting to the device. For this, select the network from the
MNetworkd0 d-down menu, enter the | P RediderlRagddressof t
field, and t he devDhbedce passaverdovofr ide |i ch.WiFkhgealudt t h
model, you must use the WAN IP address of the router to which the device is connected, if
you want to connect to the device from outside the local network.

Entering the device password.

0 Super administrator permission: full access to all settings. (Default password: 1234).

0 Administrator permission: can only access settings enabled by the superadmin.
You can configure the admin pGseneationrtypeos)e p a

o Connecting remotely without a password is not possible.

M Click ©ormnett<b1<:"e¢i button.

The connection status is indicated by the status icon in the top left corner of the program
window:

&

@ disconnected (green)

connected (gray)

9 After connecting using the valid password, you can configure the device, change settings,
download event logs, and monitor system status.

M To disconnect from the device,c | i ¢ k Du'srmonnehtécﬁ button.
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3.2.5 Remote connecting to devices which are using the TEX protocol

This connection type can be used if the Adapter2 device you want to access remotely has
been configured to communicate with the given server using the TEX protocol. This is an
early custom TELL protocol which is supported by the Adapter2 device to be able to
communicate with the older TEX-MVP and TEX BASE/PRO servers. Therefore, this
connection type should be used basically to connect to the device via these servers.
However, for compatibility with the old TEX communicators, the TELLMon receiver and the
MVP.next server also support the TEX protocol. Therefore, still this connection type should
be used if the device is connected to a TELLMon receiver or an MVP.next server, and it has
been configured to communicate with the given server or receiver using the TEX protocol
for some reason.

Further details on the remote access of devices via the MVP.next server you can find in
c h a p tServer register / Remote access of devices via the MVP.next servero .

With this connection type, connection between the device and the Adapter2 programming
software can be established through the server/receiver on which the device is online.

T h eSysfiem logs6 opti on of the programming software
connection over the Internet.

Connection parameters

Device name Server fReceiver TEX group I TEX device I Device password

Adapter2 Demo m MVP.next |L| 011 23A = @ Save the password

Device name: from this drop-down menu, you can select the device you want to connect to, if you
have already added the cont ac Devideregastetos mefn ut. h e

Server/Receiver: the name of the server or receiver where the device is connected. The server
orreceivercont act details shoul d bServereegisterdd edenwn. adyv

TEX group ID: the CMS identifier of the Adapter2 to which you want to connect to. The TEX
group ID can be configured in the device settings. Its format is: FFF (3 hexadecimal characters).

TEX device ID: the TEX identifier of the Adapter2 to which you want to connect to. The TEX
identifier can be configured in the device settings. Its format is: FFF (3 hexadecimal characters).

Device password: the security password of the device (default superadmin password: 1234).

Save the password: in case that you have provided the data necessary for connecting to the
devi ce h eComection pardmeterB0 secti on, and you enabl e t
also save the entered password in the device register, when you initiate a connection to the device.

Connecting to the device through a server/receiver which uses the TEX protocol:

T Sel ec fI'EtithE)coﬁ“)%o pti on Connectiohtyped menu.

1 If you have already registered the device in the "Device register" menu, select the device
you want to connect to from the "Device Name" drop-down menu. Otherwise, you can
either enter the data needed for connecting, in the corresponding fields, which will be
recorded automatically in the device register using the entered device ID as the device
name, when you start connecting to the device. For this, select the server from the
fServer/Receivero d-dowp menu, where the device is connected, enter the
CMS i dent i fTEX group Do t i éthe ITEX identifier of the device in the
ATEX deviceIDof i el d, and t he deDevicepaspwadrié wiofhelsedviem t |
orreceiverc ont act details shoul d bServereegistera erde n
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Entering the device password.

o0 Super administrator permission: full access to all settings. (Default password: 1234).

o Administrator permission: can only access settings enabled by the superadmin.
You can configure the admin pGoeneationrtybeods)e p a

o Connecting remotely without a password is not possible.

M Clic kConnbcm% button.

The connection status is indicated by the status icon in the top left corner of the program
window:

@; disconnected (green)

connected (grey)

1 After connecting using the valid password, you can configure the device, change settings,
download event logs and monitor system status.

I To disconnect from the device,c | i c k Djsrmonnebté% button.

3.2.6 Remote connecting to devices which are using the TELLMon protocol

This connection type can be used if the Adapter2 device you want to access remotely is
connected to a TELLMon receiver or an MVP.next server, and it has been configured to
communicate with the given server or receiver using the TELLMon protocol.

Further details on the remote access of devices via the MVP.next server you can find in
c h a p tServer nggister / Remote access of devices via the MVP.next servero .

With this connection type, connection between the device and the Adapter2 programming
software can be established through the receiver on which the device is online.

T h eSysfiem logso opti on of the programming software
connection over the Internet.
Connection parameters

Device name Server Receiver Device ID Device password

|Adapter2 PRO Demo f*| |[TELLMon fr] pa:so:zessiiaE | [ | ¥ save the password

Device name: from this drop-down menu, you can select the device you want to connect to, if you
have already added the cont ac Devideregastetos mefn ut. h e

Server/Receiver: the name of the server or receiver where the device is connected. The server
orreceiver contact detail s s hoServat refpisgteror enceorud.e d i

Device ID: the device identifier of the Adapter2 device to which you want to connect to.
The device identifier is unique, burned-in during production, and thereby it cannot be changed.
The device ID format is: FF:FF:FF.FF:FF:FF (6x2 hexadecimal characters).

You can read the device ID of the given device from t h ®evite IDO s e anttihoStatiis
monitoringd  mewuwaWSB connection, or from the user interface of the server or receiver.

Device password: the security password of the device (default superadmin password: 1234).

Save the password: in case that you have provided the data necessary for connecting to the
devi ce h eComection pardmeter8B0 secti on, and you enabl e t
also save the entered password in the device register, when you initiate a connection to the device.
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Connecting to the device through a server/receiver which uses the TELLMon protocol:

~ - : . N
1 Sel ec TELLMoa prétocolo-s- o pt i o n Connectiohtgyped menu.

1 If you have already registered the device in the "Device register" menu, select the device
you want to connect to from the "Device Name" drop-down menu. Otherwise, you can
either enter the data needed for connecting, in the corresponding fields, which will be
recorded automatically in the device register using the entered device ID as the device
name, when you start connecting to the device. For this, select the server or receiver from
t h Berviér/Receivero d-dowmpmenu, where the device is connected, enter the identifier
oft he devi Davicdldo tfhieelid, and t he dDewdepasswprds s w
field. The server or receiver contact details should be recorded in advance in the
fServer registerd0 me n u

Entering the device password.

0 Super administrator permission: full access to all settings. (Default password: 1234).

o Administrator permission: can only access settings enabled by the superadmin.
You can configure the admin pCGoeneationrtybeods)e p a

o Connecting remotely without a password is not possible.

1
9 Cl i ck OGomnettor&® HGutton.

1 The Adapter2 device that communicates using the TELLMon protocol is not online
continuously. The device connects to the server or receiver only when it sends a
supervision message or reports an event. Therefore, after clicking ont h e€onfnecto
button, you will have to wait for the device until it next connects to the server or
receiver to send a supervision message or report an event. This is the moment when
the programming software can connect to the device. Therefore, if the device is
configured to rarely send supervision messages to the server or receiver, the
programming software can connect to the device after a long time only (depending
on the configured supervision message sending interval).

1 The connection status is indicated by the status icon in the top left corner of the program
window:

-

-89 disconnected (green)

connected (gray)

1 After connecting using the valid password, you can configure the device, change settings,
download event logs, monitor system status, and perform controls.

M To disconnect from the device,c | i ¢ k Risconhelato—=@ button.
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4 Adapter2 programming software usage and feature descriptions

4.1 Connection menu

4.1.1 Viewing the settings options and configuring offline

E Adapter? programming software (Sl
o b : T—LL
Connect Offline device selector f—
Connection type
@ Connection type L}, @ E Q) 6’

UsB TEX protocol TELLMon protocel Cloud Peer-to-peer
Connection parameters

Device password

Details

| ‘Dabefl’lme ¥ |Event
MZDZL 086. 01. 16:04:25 Connection type: USE

The Adapter2 programming software supports all Adapter2 device models. Therefore, the
software shows the settings options available specifically in a given device model, which are
different from the common parameters (e.g., differences between the PRO and standard device
models) only when connecting the given device model, i.e., an Adapter2 device must be
connected in order to show the specific settings options of that device model.

However, uOdfline devicelselectdro i t i's possible to view
Adapter2 device model and to configure and save the settings in advance offline, without
connecting the device.

If you wish to view the settings options of a Adapter2 device model, or to configure and
save settings without connecting the device, click on the arrow found next to the

Hi

fOffline device selectoro button, select the desired device model from the drop-down menu

Pl

and t hen c Offinkdewce setetta@o A button to load the settings options of the
selected device model.
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4.1.2 Connection type

E Adapter2 programming software ONe
14 L i
fo ? ? 4 © ) T bl
Disconnect  Change Admin password ~ Change Superadmin password ~ Firmware update  Restart the device  Restore factory default settings
Connection type
@ Connection type |P
Connection parameters
Details
Date,/Time ¥ |Event
|»|2021. 06. 01. 17:12:11 Connected
| |2021. 06. 01. 17:12:11 Superadmin level access
| | 2021. 06. 01. 17:12:10 Adapter2 PRO, Variant with a modem
| |2021. 06. 01, 17:12:10 Successful device identification, device ID: 68:27:19: 18:0F:CC
| | 2021, 06, 01, 17:12:10 Connecting...
|l 2021. 06. 01. 17:12:07 Connection type: USB
~ BN
| n tCdoneectiontyped0 menu you can select the method fc

different options for connecting over the Internet), view information about the connection process,
change the admin and superadmin passwords, restart the device, and restore the factory default
settings in the device.

The default superadmin password is 1234. If you want to use the admin level access as well, for
this the password should be c¢ onGhangaAdmidpasssvprddar at
butt olctfaFpasswoiido enter the superadmin password).

Details: in this window you can follow the connection progress.

Available options:  Changing the Superadmin password ﬂ
1‘[ Chan ge Admin passwo rd: Actual password r?lew password Confirm new password
[ 11
You can change the | nin
? administrator level password !, The following characters are not supported: *~<>=[$%",~"
after clicking on this button. = S S
( OK e Cancel )
1 Change Superadmin password:

*,f" You can change the superadministrator level password after clicking on this button.

Enter the actual password, t hen
The password should consist of at least 4, but not more than 8 characters.
Accepted characters are: numbers (0...9), lower case letters (a...z), and capital letters (A...Z).
Attention! The following characters should not be used: * ~<>=|$% " ".

the newOKpass
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1 Updating the firmware:
-#u- By <c 1| i c ki Rrghwaoenupdateée biut t on, you can updat
-&#- device. Clicking on this button will open a new window, where you can browse the
firmware file with the tf3 extension. When uploading the firmware is finished, the window
that shows the progress will close automatically, and then 5 seconds later, the device will
restart with the new firmware.

Using this option, you can also update devices with a lower major firmware version
(e.g., v6), which are not compatible basically with the latest software, but can be made
compatible by updating.

1 Restart the device:
@ If necessary, you can restart the connected device by clicking on this button.

1 Restore factory default settings:

1 By clicking on this button, you can restore the factory default settings in the device.

Restoring the factory default settings will erase the actual settings, therefore please

save your settings if needed. The reset process may take more than 1 minute and involves

a device restart. Wait until the device restarts and the status LED on the device shows
activity again.

The option of restoring the factory default settings is also available when you connect to

the device without entering the device password. Restoring the factory default settings will

be refused by tlhokedileopttieon Shed & eb @elocking theh e
devicedo s e d tni dAdwmvencdi settingsd me n u . I n this case, t|
error message about that, after the information message shown right after the confirmation.

If you have forgotten the superadmin password, and the device has been locked with the
mentioned option, only the manufacturer can restore the factory default settings in the
service center.
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4.1.3 Device register

E Adapter2 programming software OMNS
Connect Update list  Quick connect  Create desktop shortcut  Addnew  Clone  Edit  Delete
Device register
3
| Device name Device ID |TEX group ID/device ID SIM identifier {ICCID) |Device phone number  (Comment
@ Device register Click here for Fltering antion:
= Click here for filtering options.
| Cloud (Adapter2, Pagerd4, DUALCOM SIA IP)
l Adapter2 Demo 68:27:19: 18:0F:CC
| | Kézvetlen IP-kapcsolat
| Adapter2 Demo
| | MVP.Next
|| Adapter2 PRO Demo 68:27:19:18:0F:CC
| | Adapter2 Demo 020/3D5
| | TELLMon
| | Adapter2 PRO Demo D8:80:39:858:1A:3E
Device contact details (&)
Device data
Device name Device ID Server [Receiver Network
[adapter2 Demo | [p8:27:19:18:0F:cC | [cloud (Adapter2, Pager4, Duf*|
Device password Confirm device password
SIM identifier {ICCID) Device phone number

Comment

| Save ) [ Cancel )

The device register serves for storing and easy handling of device contact details used for remote
programming. You can add new device contact details to the database and edit, delete, and clone
entries for easy adding of devices with similar contact details.

When connecting remotely, you can easily select by name the device you wish to connect to from
t h ®evite nameod  d-dowmp menu, from the devices added to the database. You can also
connect remotely to a device directly from the device register, by selecting the device, and then

clicking on the Quick connect button.

You can G@reate deshtep sﬁortcutc‘) button to create a shortcut on your desktop for
the device selected in the device register. The shortcut will open the software and will initiate a
remote connection to the given device automatically.

If you enter new device contact details in the fiConnection typed  m etheyrogram will add this
automatically to the device register database using the device ID or the device IP address as
device name (depending on the connection type), which you can change later by editing the given
record in the device register. The database is stored locally on the computer.

If needed, you can import a database exported from an earlier version of the program using the
MMTool software which is included in the setup of the Adapter2 programming software.

If your devices are connected to an MVP.next server and you have a registered MVP.next remote
monitoring account, it is possible to read and save the data of your devices automatically in the
device register. You can f Beanvérrdgisterodet ai |l s on
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Function butt on Beviaeregisterab Ime niun t he A

k-b . update the records from database

; > quick remote connect to the selected device

=

—Q’: create a shortcut on the desktop, used to connect immediately to the selected device

!

=£2 : add new device

%E] : clone entry (duplicate)
ke

[y
= : delete entry

. edit entry

Data stored in the device register:

Device name: custom device name

Device ID: the unique device identifier, which is burned-in during production, and therefore it
cannot be changed. If the device is connected via USB, the software will read the device ID
automatically from the device and will insert the data in this field when you add a record with new
device contact details. If automated reading fails, you can enter the device ID manually or copy it
f r o m Statuemoiiitoringd me nu.

The format of the device identifier is: FF:FF:FF:FF:FF:FF (6x2 hexadecimal characters).

Server/Receiver/Network: you can configure multiple remote contact details for the same device
(Cloud, TELLMon, MVP.next, TEX-MVP, Peer-to-peer), according to what type of server or
receiver the device connects to. The contact details of the servers or receivers should be recorded

i n advanGSavelregisteioe mgnu, and t {ew menuyoucanchosse lomo p
the servers and receivers recorded there, to associate with the given device. If a device is available

on multiple servers or receivers, and you want to record the contact details of the given device for

all these, you can do this by adding separate records, and selecting the appropriate server or
receiver for each record.

For devi c Peer-tavpeerdh @ormnecti on, you <can ad8erverust
registero menu, which you can use to organize thes
net wor k sDevice regidteed fime n u . Yo u c a re.g.uferesepdrating the reqortlsi o n

used for remote access and access in the local network for WiFi devices. If you do not want to
organize the devices that can be accessed via peer-to-peer connection, associate these devices
witht h e d ééeato peerornetwork.

Protocol (for the MVP.next server only): select the communication protocol used by the device
(TELLMon or TEX). The SIA DC-09 protocol is not available because the SIA DC-09 does not
support remote programming.

TEX group ID (for the TEX protocol only): the CMS identifier configured in the device settings,
necessary for the TEX protocol. The format of the TEX device ID is: FFF (3 hexadecimal
characters).

TEX device ID (for the TEX protocol only): the TEX identifier configured in the device settings,
necessary for the TEX protocol. The format of the TEX device ID is: FFF (3 hexadecimal
characters).
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Device IP address: for devices with a modem, this is the IP address of the SIM card installed in
the device. The peer-to-peer connection only works with a static IP used in a private APN!
For a WiFi device, this is the static WAN IP address of the router to which the device is connected,
or the local IP address of the device, in case that you want to access the device in the local network
only. If the device is connected via USB, and the SIM card is installed (for devices with a modem),
and the device has successfully received an IP address from the network, the software will read
the IP address automatically from the device and will insert the data in this field, when you add
a record with new device contact details. Otherwise, you can also enter the IP address manually.

Device password/Confirm device password: the superadmin or admin password configured in
the given device, depending on which one you want to use for connecting to the device.

SIM identifier (ICCID): the identifier of the SIM card installed in the device. If the device is
connected via USB, and the SIM card is installed, the software will read the ICCID automatically
from the device and will insert the data in this field when you add a record with new device contact
details. If automated reading fails, you can enter the ID manually, o r copy fStatagn
monitoringd  meThel ICCID has no specific function, its purpose is informational.

Device phone number: in this field you can enter the phone number of the SIM card installed in
the device. It has no specific function, its purpose is informational.

Comment: in this field you can enter custom comments related to the given device.
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4.1.4 Server register

E Adapter2 programming software Slal)
ik = = p 2 —
o % Q = B AR =Ll
Connect Update list Read MVP.Mext devices Add new Clene  Edit  Delete

Server register

ServerReceiver name & |SErvarfREcEiver address |Port |Ccmment
| Click here for filtering options
@ Server register | Cloud
| | Cloud (Adapter2, Pagers, DUALCOM SIA IF) 54.75.242,103 2020
|| MVP.Next
: MVP.MNext 194.38.104.31 18010
| | Peer-to-peer
| | Peer-to-peer
| | TELLMon
| | TELLMon 185.42.38.160 3535
Server/Receiver/Netwark (o]
Contact details
Server [Receiver MNetwork name Type
‘TELLMDn ‘ |TELLMDn u

Server Receiver address Port Protocol

185.42.38. 160 3535 |TELLmon 'I

Comment

| save | [ Cancel |

The server register is used for storing the contact details of the monitoring servers and receivers

and to facilitate qui ck r emo tServecregisteedc tmenngu tyoo u
record your monitoring servers and receivers, and then you can associate them with your devices
i n ODévieeréagistero menu, when recording the Yowoaraadt

new server or receiver contact details to the database, and edit, delete, and clone entries for easy
adding of servers or receivers with similar contact details.

|l f needed, f o rPeedte-pgeroe £ owinttlet aofi, you can add
you can use to organize these devices byDeiges oc
registero menu. You c anegufersepdraiing she reqords used for remote access

and access in the local network for WiFi devices. The program containsabuilt-i n inet wo r k ¢
fPeer-to-peero, whi ch can be used as the defaul't

If you are using the device in in a private network, where there is no option to enable access to

the cloud server, the program offers an option to add custom cloud contact details here in the
fServer registero menu. Thi s can be an | P address and p
network, which you can then select as the default cloud server in the device settings, in the
fiGenerald me Thus, it is not necessary to enable access to the cloud server in the private
network, just configure port forwarding from the chosen IP address and port number to the cloud

IP address and port number (54.75.242.103:2020)
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Function butt on Servarvegisttrabmenun t he 0

Lb . update the records from database

"~® : read devices from MVP.next server

T

=£2 : add new server, receiver or network

%Ij : clone entry (duplicate)
7

5
€ : delete entry

. edit entry

Data stored in the server register:

Server/Receiver/Network name: custom server, receiver, or network name.

Type: the server, receiver. or network type (Cloud, TELLMon, Peer-to-peer, MVP.next).
Server/Receiver address: the IP address or domain name of the server or receiver.
Port: the communication port number of the server or receiver.

Protocol (for the TELLMon receiver only): the communication protocol used by the receiver
(TELLMon or TEX). If there are devices connected to the receiver mixed, through both protocols,
it is necessary to add the receiver with both protocols separately in the register, to access all
devices.

Company ID (for the MVP.next server only): the registered company ID is required only for the
MVP.next server.

Client username (for the MVP.nexts er ver onl y): t he us eProgramm@ngc on
softwareot ype cl i ent application on t(beedeldil Belowe xt s
Client password/Confirm client password (for the MVP.next server only): the password
configured for the given <client username on t
below).

Comment: in this field you can enter custom comments related to the given server, receiver, or
network.
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Remote access of devices via the MVP.next server:

If your devices are connected to an MVP.next server and you have a registered MVP.next remote
monitoring account, it is possible to download and save the data of your devices automatically in
the device register.

Through the MVP.next server it is only possible to download the data of your devices, and access
your devices remotely with a registered programming software (client application). Therefore, it is
necessary to register your programming software as follows:

1 Signinintoyour MVP.ne xt account on the servero6s user

T Add Paogrd@dmming softwaredtype client application with a unique username and
password in the SettingsA Client applications menu.

1 Associate the client application with the desired device group or groups that contain the
devices you want to access remotely.

T Add B\VP.néxtotype server in the server register, in the programming software, and
enter the company ID of your MVP.next account and the username and password
configured for the regi s-typeclientapplidatiom.gr a mmi ng

Server/Receiver/Metwork -

Contact details

Server ReceiverMetwork name Type

| | [Mvp.next [

Server/Receiver address

Company ID Client username Client password Confirm dient password

Comment

[ Save | [ Cancel |

1 To download the data of your devices from the server, select the added server in the list by

clicking on it, ReadlMV.hextndevicesd'€® buton. Ifthé govided
credentials are correct, the program will download the device list along with the data of your
devices and will save them in the device register. After a successful device list download it

is possible to connect r e @anheetioy tyged mewmwu, da
selecting the appropriate protocol button (TELLMon or TEX).

Attention! You can use the registered client username and password in any other programming
software that supports the MVP.next, but you can connect to the server with one software only at
the same time, using the same username. If you want to use more than one programming software
simultaneously, you need to register each software separately as client-type programming
software on the server, with different usernames.
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4.2 Device settings menu
You can configurethed evi ce settings i n t heDevicelseitengseos maw a i
1 Changing the device settings: To change the device settings, first you must read the actual

settings from the Redoi<@:butpyin asubmerineg t tevice i
settingso  Alarmi$ystem events0 meWriting the new settings into the device using the

ANrited <20 button is not possible until the settings are read. After making changes in the

settings, write the setting\A/rité(‘)h(\:@dauttbnhe device

1 Overwriting the device settings: If you want to completely overwrite the settings, you can
import and write data from a previously made system backup. To create a system backup file,

configure the desired settings in the submenus, and then click on the fSave to filec‘JrT__I button
i n tGaneraldi devi ce s eYot can ighport the sawed backup into the program

usi ngLoadhfreom ﬁlec‘)ri-l button, and then write imported settings into the device by

<
clicking on the ANrited 20 button. This is useful when you want to configure many devices
with the same settings.
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4.2.1 General device settings

Adapter2 programming software (Glals)

e & 1 O T =kl

Disconnect Read Write Savetofile Load fromfile

General settings
sM v

PIN code APN APN user name APN password Device phone number
| | | ‘ | ‘ | ‘ ] 5IM card lock

Cloud server v
Cloud usage Server

@ General
Enable 'I Cloud (Adapter2, Pagerd| 'I
Identification v
User accountID Alarm system user account ID replacement TEX group ID TEX device ID SIA user account ID  Device name

', The user account ID is required if reporting to monitoring station is used.

Serial port v
Baud rate Parity Stop bits

9600 [ ¥ [None & 1fr
System time v
NTP server 1 NTP server 2 Time zone

|hu‘pnnl‘ntp‘nrg u |hme.gnﬂgle‘tnm u |(L|TC+DI:UD) Belgrade, Bratislava, Budapest, Ljubliana, Prague |L|

Operating mode used upon dialing a number via the simulated phone line v

Operating mode Phone number 1 Phone number 2 Phone number 3 Phone number 4

Receive and process alarm system messages upon dialing | ¥ ‘ ‘ | | | | |

Auto dialing - emergency call function v

Automatically dialed phone number Dialing delay
| | Os

Miscellaneous settings v

Incoming call from unkown phone number SMS forwarding daily mit SMS sending daily limit ~ Daily limit for calls
|Fnrward calls to the simulated line \LI | 10 pcs| ‘ 50 pcs| | 50 pcs|

5SMS forwarding phone number

l:l ’j Forward 5MS messages received from users

E Insert a timestamp in text-based notifications

In this menu you can configure the general settings of the device.
Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot et on. Thi
settings in all menus.

9 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to

%write the new settings i nWridedot betdeowni c & hb

the changes only, but all changes made in any menu.
1 Saving settings to file:
|T| To save all device settingstofile,c | i ¢ k Sawvetofire HButt on.

1 Loading settings from file:
|l | To load saved settings fromfile,c | i ¢ k Load frorhfdedd butt on.
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9 Link remote serial port:
This button is only available when connected remotely. Clicking on this button, you
can create aser i al data connection between t
1" selected PC communication port (e.g., for remote programming of an alarm control
panel connected to the serial port of the device). Clicking on this button again, you
can close the serial data connection. For using this function to remotely program an
alarm control panel, a third-party software is required (e.g., comOcom) that can
create a linked pair of virtual serial ports. Data flow (functional check) is indicated by
the two blue (RX / TX) status indicators showing up next to the serial port settings.

Link serial port ()
Select PC serial port
Serial port
() com1 ) coms
Baud rate Parity Stop bits
Ocoms (O cow 5600 | ¥ |None v | @ @
| oK ]| Cancel )

Please note that after you make changes, ¥ou must write the settings into the device

to beapplied. For thi s, Weited <6 buttan. t h e i

SIM:

PIN code: if you want to use PIN code management, enter in this section the PIN code of the SIM

card installed in the device. Otherwise, disable PIN code request on the SIM card. If the wrong

PIN code has been entered, the device will try the code only once each time the code is changed

in the settings and PIN code error message will be shown in the system logs. After an unsuccessful
attempt, the device will delete the wrong PIN code in the settings, after that it may restart
depending on the type of the modem, and thent he @BBUOHMN need! 0 message
in the system logs. If you experience this, enter the correct PIN code. If the wrong code is
configured 3 times consecutively, the SIM card will reach the PUK code request stage.

In this case, install the SIM card into a cellphone, unlock the card by entering the PUK code when
requested, and configure the valid PIN code in the device settings.

APN: access point name. Devices produced from 2023 with the A7682 4G modem and with the
latest firmware attempt to set the APN automatically from the provider (you can check the modem

t ype iStatus manitoingd menu) . | f automatic setting f
IPaddress-t hi s can al so [Saatusrhomitokilgd mMmenwt hge YyYiou can
the APN manually in this field. When left blank, the device will use automatic APN setting
(restarting the device is necessary after changing the APN settings).

If your device is equipped with a modem other than the one mentioned above, it is necessary to
configure the APN to connect to the Internet. Ask this from the mobile service provider of the SIM
card installed in the device. If no APN is configured, the device will not try to connect to the Internet.

In this case you can only use the functions which do not require Internet connection, such as voice
calls and SMS sending.

APN user name: a user name is necessary only if the mobile service provider provides this and
requires its usage for the given APN.

APN password: a password is necessary only if the mobile service provider provides this and
requires its usage for the given APN.

Device phone number: in this field you can enter the phone number of the SIM card installed in
the device. It has no specific function, its purpose is informational.

SIM card lock: if you enable this option, the device will remember the ID of the SIM card installed,
and will refuse to operate with any other SIM card until the option is disabled.
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WiFi (WiFi model only):

General settings

WiFi v
WiFi network (SSID) WiFi password IP type

| u | | |Stah'c IP address Iﬂ

Static IP address Default gateway Subnet mask Primary DMS server  Secondary DMS server

| | | == =z |

Wi Fi settings arGenealo a idle aditiflge manun whénhyeu cdnnect the WiFi
product model.

Configuring the WiFi settings:

<
T Read the settings from tHeajseitmgsb%bLmqn. clicki
T Sel ecScth hoe Oﬁp t i oWiFi anOtkm%lD)ﬁ) WWiFi network (S5ID)
drop-down menu to start scanning available WiFi v
networks. The network scan assistant will guide you
through the scan process. —
(If you know the name of the network you want to use, |, et ood
you can either enter the network name and the WiFi | ~
password dir Wiitretwork ($SIDjoh ea 1
AWiFi passwordo f i el ds wi t h o u scarrouronnainetwork acamaed selectr k
the network and provide the password along the scan process in the assistant.)
1 Check the signal of the given network and move the antenna of the device in a better place
if necessary.
1 If you want to use a static IP instead of DHCP, configure the further network settings too in
t h@iFib secti on.

S5ID |signal

Medium

<
T Write the changes into tWritsatioysdose bliton. c | i c K |

WiFi settings:

WiFi network (SSID): scan available WiFi networks and select the network you want to use.
WiFi password: you can enter the password of the selected WiFi network in this field.
IP type:

- DHCP: requesting and applying network settings automatically.

- Static IP-address: using a fix IP address and configuring the network settings manually.

| f you have SwtecllPeaddressth tolpe | IRtypeda s et fon, t he f o
settings become available:

Static IP address: you can configure a static IP address for the device in this section.
Default gateway: the default gateway IP address.

Subnet mask: the applied subnet mask.

Primary DNS server: the IP address of the primary DNS server.

Secondary DNS server: the IP address of the secondary DNS server.
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Cloud server:

Cloud usage: if this option is enabled, the device will connect to the cloud server operated by the
manufacturer and will stay connected permanently. To ensure a continuous connection and
availability, the device sends supervision messages that use about 12 MB data per month on its
own. Using the cloud server, special services become available, such as remote programming
and remote monitoring of your device over the cloud. If this option is enabled, the device will
always be online and thereby accessible anytime. If this option is disabled, you can still initiate a
temporary cloud connection manually, by sending a command via SMS to the phone number of
thedevi ce. You can r ead Rewootecombctngtto devicessviaicloudt h e
service0 p ar alg casemiusing a SIM card that uses a private APN, the given private APN
should be opened at the mobile service provider to access the cloud server IP address at
54.75.242.103, port: 2020.

The cloud usage cannot be disabled in the WiFi product model.

Server: you can select the default cloud server in this drop-down menu. If you are using the device

in in a private network, where there is no option to enable access to the cloud server, the program

of fers an option to add c usSereemregidteoou dmecnoun.t aTchti s
an IP address and port number available in the given private network, which you can then select

as the default cloud server in this drop-down menu. Thus, it is not necessary to enable access to

the cloud server in the private network, just configure port forwarding from the chosen IP address

and port number to the cloud IP address and port number (54.75.242.103:2020).

Identification:

User account ID: the user account ID necessary for Contact ID reporting to CMS. The events
and, if using the TELLMon or TEX protocol, the supervision messages too, are sent to the
configured servers or receivers using the user account ID configured in this section.
The user account ID length is 4 hexadecimal characters and the following characters can be used:
0.9,A,B,C,D,E,F.

Alarm system user account ID replacement: if you enter a user account identifier in this field,
the device will replace the user account ID in the Contact ID messages received from the
connected alarm system, configured in the alarm control panel, with the identifier number entered
here, and will send the messages to the remote monitoring station with this user account ID.
This option comes handy when you want to change the user account ID in the alarm control panel,
but you have no access to its settings.

TEX group ID: the CMS identifier in hexadecimal format. This is only required if the TEX protocol
is used for reporting to CMS. If you do not possess this identifier, please contact your reseller.

TEX device ID: the device identifier in hexadecimal format. This is only required if the TEX protocol
is used for reporting to CMS. The length is 3 characters, and the following characters can be used:
oe9, A, B, C, D, E, F.

SIA user account ID: in case of using the SIA IP protocol, the supervision messages are sent to
CMS using the user account ID configured in this section. The length of the SIA user account ID
is 1 to 6 hexadecimal characters, and the following characters can be used: 0..9, A, B, C, D, E, F.
Do not fill in the account ID section with zeros!

Device name: in this field you can enter a custom name for your Adapter2 device. For the PRO
model, the system will use this name in the subject of e-mail notifications.
Attention! The following characters should not be used: * ~<>="" | |?$ & %

Note! The user account ID, group ID, device ID and SIA user account ID are only needed if
reporting to CMS is used.
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Serial port:

In this section you can configure the transparent serial port settings. The serial port on the device
enables transparent data communication between the device and the Remote Serial Client
software developed for this purpose. The purpose of the serial port is to enable remote
programming of the alarm control panel connected to the device, over the Internet. Configure the
settings according to the requirements of the device (alarm control panel or other device)
connected to the serial port of the Adapter2.

Available options: baud rate, parity and stop bits.

You can find further help on how to configure the serial port for use with the most popular alarm
systems,i n p ar Rgmoteprogramming of alarm control panelso .

System time:

NTP server 1,2: in this section you can select one of the default NTP servers or you can also
configure custom NTP servers which you wish to use for system time synchronization.
The device synchronizes the system time from the GSM network and if this fails, it will use the
NTP servers. If synchronization from the NTP servers also fails, it will synchronize the date and
time using the timestamp received from a CMS server/receiver, if CMS is used.

Time zone: select the time zone according to the location of installation. The device adjusts the
system time according to the time zone setting. If the setting is wrong, there will be difference
between the system time and the local time and therefore the timestamps of the events will also
be wrong, and the periodic test report will also be sent at the wrong time of day.

Operating mode used upon dialing a number via the simulated phone line:
Operating mode:

1 Start a GSM voice call upon any dialed phone number: the device will not send the
handshake signal but will initiate a GSM voice call to the dialed phone number and will
make possible DTMF communication or speech through the simulated phone line.
The device will also send the report via IP in parallel with the DTMF-based reporting.

1 Receive and process alarm system messages upon dialing the specified numbers;
for other phone numbers start a GSM voice call: you can configure up to 4 phone
numbers and if the alarm control panel dials one of these through the simulated phone line,
the device will send the handshake signal and will receive the reports of the alarm control
panel, respectively will send these over IP according to the settings. If the alarm control
panel dials a different phone number which is not configured in this section, the device will
initiate a GSM voice call to the dialed phone number and will make possible DTMF
communication or speech through the simulated phone line. This function offers the
possibility for backup reporting to DTMF receivers. For this, the alarm control panel should
be configured such way, that if reporting to the phone numbers (max. 4) specified in this
section fails, the alarm control panel should call a different phone number (the DTMF
recei ver 6te whichuthebdewvicg will already initiate a GSM voice call. The device
will also send the report via IP in parallel with the DTMF-based reporting.

1 Receive and process alarm system messages upon any number dialed: no matter
what number the alarm control panel dials through the simulated phone line, the device will
automatically send the handshake signal and will receive the reports of the alarm control
panel, respectively will send these over IP according to the settings. This option can be
used for easy alignment if you wish to send reports only over IP, but you do not know what
number the alarm control panel dials or cannot change that.

37



If you connect an alarm control panel to the simulated line, no matter which operating mode you
choose, the device will process alarm system messages received or passed through by call.
Thereby, it is possible to send further notifications (voice call, SMS, Push, e-mail) about these
messages, according to the alarm system event settings. The difference between the operating
modes is just that the device will or will not pass through the call to the GSM network, depending
on the number dialed by the alarm control panel.

Configure the connected alarm control panel to wait for the dial tone before dialing!

Attention! Please note that in certain cases you may experience issues with reporting to CMS
over DTMF-based voice call. Success of communication highly depends on the properties of the
given GSM network, such as line quality, line noise and DTMF handling. Due to network
digitalization, DTMF signal tones might get distorted while being processed by the network in such
extent that the receiver will not be able to interpret the transmitted Contact ID event codes. The
risk of this is even higher if the signal is transmitted through multiple GSM operators (e.qg., if using
SIM cards from different operators on the transmission and reception site). The device offers an
option to adjust the signals to correct such problems, therefore, if necessary, special DTMF
communi cation par amet er sAdcaaaed det¢ingsoo nnfieinguu.r e d i n

Auto dialing i emergency call function:

Automatically dialed phone number: this function can be used for some special applications

(e.g., automatic emergency call). If configured so, the device will dial the given number
automatically through the GSM n e tDalng @elaydf tseerc ttil
upon picking up the receiver of the landline phone device connected to the Adapter2. When the
automatic dialing function is used, the device can also be used with an alarm control panel, if an
appropriate dialing delay is configured.

Due to security reasons, the aReteoveahd process glarrh e a't
system messages upon any number dialedd0 o pti on i s Operatsngmaedd .unde |
Dialing delay:t he device will di al t he pAbtomaécally diaiéde r

phonenumbero section after the del ay e¢hookdnithgsimulatdd h e
line output. If you wish to use the auto dialing function when the device is being used with an alarm
control panel, configure the dialing delay so that the alarm control panel should have enough time

to start dialing the number it has to call, still before the device starts dialing the number to be called
automatically. The device will not make a call to the number to be dialed automatically if it detects
dialing on the simulated line during the configured dialing delay. In this case it will manage the
communication received through the simulated line.

Miscellaneous settings:

Incoming call from unknown phone number: in this section you can configure what the device
should do when it receives a call from a phone number which is not configured in the device as a
user phone number, or a call from private number (with hidden caller ID).

Available options:

1 Forward calls to the simulated line: the device will forward these calls to the simulated
phone line output (LINE). If a landline phone device is connected to the line output, the phone
will ring, and speech communication is possible after accepting the call. Regardless of this
setting, when a call is received from an unknown phone number, a related service event is
generated for which you can configure output control or notification sending.

1 Reject calls: the device will reject calls received from the given phone number.
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SMS forwarding daily limit: with this setting you can limit the number of SMS messages to be
forwarded per day. When the configured limit is reached, the device will not forward new incoming
SMS messages for 24 hours. After 24 hours the message counter resets automatically, and
incoming messages will be forwarded again up to the configured limit. When the limit is reached,
a service event will be generated, which you can configure separately to control the output(s) or
send notifications. The SMS forwarding daily limit can be disabled and set to unlimited by deleting
the entered value.

Attention! After reaching the configured limit, but before the message counter resets,
the device deletes all incoming messages without forwarding!

SMS sending daily limit: with this setting you can limit sending of SMS messages generated by
events. When the configured limit is reached, the device will not send further event-generated
SMS messages for 24 hours. After 24 hours the message counter resets automatically, and SMS
message sending will be enabled again up to the configured limit. When the limit is reached,
a service event will be generated, which you can configure separately to control the output(s) or
send notifications. The SMS sending daily limit can be disabled and set to unlimited by deleting
the entered value.

Daily limit for calls: with this setting you can limit the number of voice calls generated by events.
When the configured limit is reached, the device will not make further event-generated calls for
24 hours. After 24 hours the call counter resets automatically, and voice calls will be enabled again
up to the configured limit. When the limit is reached, a service event will be generated, which you
can configure separately to control the output(s) or send notifications. The daily limit for calls can
be disabled and set to unlimited by deleting the entered value.

SMS forwarding phone number: the device forwards the messages received by its SIM card to
the phone number configured in this section (e.g., balance information received from the GSM
service provider in case of pre-pay card). The received messages are deleted automatically after
forwarding. If no phone number is configured, the device deletes all incoming messages without
forwarding.

Forward SMS messages received from users: if this option is enabled, the device will also
forward SMS messages received from usReportinghon
channelsd0 me eaxqu, commands sent to the device via SMS), to the phone number entered in

t h 8MSiforwarding phone numbero f i el d. I f this option is di
messages received from other phone numbers, but not messages received from users.

Insert a timestamp in text-based notifications: if this option is enabled, the device will insert
a timestamp in each text message at the beginning, which indicates the time of occurrence of the
given event.
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4.2.2 Mobile devices (Adapter2 PRO only)

B Adapter2 programming software MMS

te & & T™—LL

Disconnect Read Write OR code

Mobile devices

Device manager v

Name Registration password Mobile device APP ID
PUSH1 | | [1234 | N | (> Dekete )
Name Registration password Mobile device APP ID
PUSH2 | | [1234 | N | (> Dekete )
- . Name Registration password Mobile device APP ID
© otie cevies PUSH3 | = 1] 1] | (o)
Name Registration password Mobile device APPID
PUSH4 | | [1234 | N | (3 oekete )

In this menu you can manage the access of mobile applications. The device supports access of
up to 4 mobile devices, for which you can configure here the registration password requested
upon assigning the mobile application to the device, and it is also possible to delete a mobile
device if needed, i.e., to cancel its registration. The mobile application can be assigned to the
device with the help of a QR code, QRrodedh lwtut

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot heitf on. Thi s
o settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings | nWrideot betdewni cdhb
the changes only, but all changes made in any menu.
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1 OR code:
The&RiBoded0 button can be used to generate t
a1 the mobile application to the device. The QR code includes connection data:
L device ID, server IP address and port number, and the sequence number of the
mobile device / user (1 to 4).

OR code ]

Device ID Mobile device
D8:60: 39:588: 14:3E PUSH1 ™

| Copy | Save [  Print ][ Close |

A different QR code belongs to each mobile device (1 to 4). You can select the desired
mobil e devi Mabiladsvicadg drdoeapménu. The QR code selected this way
can be copied to clipboard, saved to file, or printed by clicking on the appropriate buttons.

Please note that after you make changes, ¥ou must write the settings into the device
tobeapplied. For this, Wittd<eQbutton. t he #

Device manager:

In case of assigning a mobile application to the Adapter2 device, receiving alerts from the device
will become available through Push notification too. For this, when configuring events, you can
select which oftheupto4 (P US H1 é P U)adsigned mobile devices you wish to receive a Push
notification on when the given event occurs.

Name: t he name of mobile deviceds user. The nam
the mobile devices when selecting the notification channels upon configuring events.

Registration password: the registration password must be provided in the mobile application
when you wish to assign it to the device. This password can be configured in this section
separately for each mobile device you wish to register. The registration password length is 4 to 8
characters and only letters and numbers are accepted. Accented letters are not accepted.

Mobile device: in this field the name of an already registered mobile device is shown, which is
read by the mobile application from the mobile device itself, therefore this name cannot be
changed in the programming software.

APP ID: in this field the identifier of an already registered mobile device is shown. This identifier
is used to identify the mobile device and it is unique for each device.

Delete: tDeleteoi butt on i s used t o de leegtoeancelitsaegigtiatioe n n
In case of deleting a mobile device, the application used on the given device will no longer have
access to the Adapter2 device.
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4.2.3 Reporting channels

E Adapter? programming software A8
P :OE :OE | T—
Disconnect Read Write Data usage calculator
Reporting channels
CID reporting to CMS over IP v
MName IP address [ domain name Port Protocol Supervision message Supervision message interval Time zone
[P1 | | siatp [*] [Yes | 1805| Local time [ ¥
IP1 Metwork protocol — AES key
il
|TCP m | | [ send each message in a new session
Mame IP address { domain name Port Protocol Supervision message interval Time zone
@ Reporting channels |IP2 | ‘ | TELLMOM | ¥ I ‘ v | | 180 sl ‘LITC u
IPZ Network protocol
TP M
MName IP address | domain name Port Protocol Supervision message interval Time zone
IP3 [ 1| I=lcam] 2l wos| o 7]
Mame IP address { domain name Port Protocol Supervision message interval Time zone
P4 s | | (oo e 1o | al 05| ool
Backup reporting to CMS via SMS v
Fhone number Message
SMS [ 1
User phone number settings v
Name Phane number Event acknowledgement options Incoming call management
TEL1 |TEL1 ‘ | | |Accept call to acknowledge u |Fnrward calls to the simulated I\nu
Name Phone number Event acknowledgement options Incoming call management
TEL2 |TEL2 ‘ | | |Reject or accept call to acknowlem |Forward calls to the simulated I\nu
Name Phone number Event acknowledgement options Incoming call management
TEL3 |TEL3 ‘ | | |Prass * to acknowledge m |Raject calls m
Name Phane number Event acknowledgement options Incoming call management
TEL4 [+ N | [Press = to acknowledge or # to 7| [Reject calls 1
E-mail v
Name E-mail address
MAIL1 [mazc1 | [ |
MName E-mail address
MAIL2 [maz2 | [ |
Mame E-mail address
MAIL3 [mazLz | [ |
Name E-mail address
MAIL4 aLa [ ‘

| n Répertifg channels0 menu you can c¢ onf whgra notficationseshoald a i |
be sent, such as monitoring servers or receivers, user phone numbers for calls and SMS sending,
and e-mail addresses for notification by e-mail in case of using the Adapter2 PRO model.

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot et on. Thi s
<0 settings in all menus.

9 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings i nWrideot hbetde®wni cdhb
the changes only, but all changes made in any menu.

9 Data usage calculator:
The data usage calculator shows an estimated monthly data usage based on the
Il_ﬂo configured settings and the expected number of reports and messages. For this, you
need to provide the expected number of reports and messages only.

Please note that after you make changes, %ou must write the settings into the device

tobeapplied. For this, WatkdeQbutton. t he #
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CID reporting to CMS over IP:
You can configure up to 4 CMS servers or receivers with the following parameters:

Name: CMS server or receiver name. The name entered in this section is used for identification
of the server/receiver within the program, and the program will also use this name when
configuring notification templates.

IP address/domain name: CMS server or receiver IP address or domain name. When a SIM card
with a private APN is used, and the given server or receiver is not in the same APN, it is necessary
to enable access of the server/receiver IP address in the given APN.

Port: CMS server or receiver communication port number.

Default port numbers:
1 TELLMon protocol (TCP): 3535
1 TELLMon protocol (UDP): 3545
1 TEX protocol: 3333
1 SIAIP (DC-09) protocol: 9999

Protocol: select the appropriate communication protocol for the given server or receiver from the
drop-down menu.

Available protocols:
1 TELLMon (custom TELL protocol for the TELLMon receiver and the MVP.next server);
1 TEX (custom TELL protocol for the TEX-MVP and the TEX BASE/PRO servers);
1 SIA IP (SIA DC-09 protocol for other receivers that support this protocol. Not
recommended for servers and receivers developed by TELL!).

Supervision message: enable/disable supervision message sending. Supervision message
sending cannot be disabled in case of using the TEX or the TELLMon communication protocol.

Supervision message interval: if supervision message sending is enabled, you can configure
the interval of message sending from 30 to 86400 seconds for the SIA [P protocol,
30 to 600 seconds for the TELLMon protocol, and 60 to 600 seconds for the TEX protocol.

Time zone: in this section you can select whether the given server or receiver sends the
timestamp used for synchronizing the system time in UTC or local time. It is important to select
the appropriate option for each server and receiver, since if the system time is set incorrectly,
events will be stored with the wrong timestamp.

Network protocol: according to the chosen communication protocol you can use TCP or UDP
network protocol. The UDP protocol allows for less data traffic. For the TEX communication
protocol only the TCP network protocol option is available.

AES key: the custom AES encryption key can be used for SIA IP protocol only. If an encryption
key is configured, the SIA IP packages will be encrypted with the given key, and they must be
decrypted on the receiver side using the same key. The maximum length of the AES key is up to
16 characters, or up to 32 characters in case of using hexadecimal format.

Send each message in a new session: if required for the given receiver, for the SIA IP protocol
it can be enabled to send each message in a new TCP session. In case of using UDP,
the device will open a new port for each message, if this option is enabled.

Backup reporting to CMS via SMS:

I n case that the device fails to report the co
or receivers, as a backup solution, it is possible to forward the reports via SMS to a configurable
phone number . For this, Badckup sepontiag veasSMSBor yo pttoi oenn &

notification template assigned to the affected events.
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Phone number: the CMS phone number where you want to forward the reports via SMS.

It is recommended to enter the phone number in internationalformat( e. g. : +3630¢é) .

Message: the text of the message for backup reporting. This can be a specific custom message,
or you can use the variables supported by the device, which the device will replace automatically
with the data of the report received from the alarm system, as follows:

$cn: event name, $cp: partition name, $cz: zone name,
$cid: the complete Contact ID message (e.g. 123418113001001).
Further information about variables are available in paragraph fAlarm system eventsa

User phone number settings:

You can configure up to 4 user phone numbers (TEL1 to TEL4) to which the device sends
notifications by voice call or SMS. Depending on the settings, the device can forward calls received
from these numbers to the simulated phone line output.

Name: user name. The name entered in this section will be used when selecting the notification
channels upon configuring events.

Phone number: user phone number. It is recommended to enter the phone number in
international format (e.g. : +3630¢) .

Event acknowledgement options: when the device sends a notification by call, it requires a
confirmation that the notification has been received, otherwise it will retry to deliver the notification.
In this section you can configure the actions required from each user for acknowledging upon
receiving a notification by voice call. Available options:

1 Accept call to acknowledge: notifications will be acknowledged automatically upon
accepting the calls. After accepting the call, wait at least 3 seconds before ending the call.

1 Reject or accept call to acknowledge: notifications will be acknowledged automatically if
the calls are rejected by user, and also if the calls are accepted.

1 Press i to acknowledge: notifications need to be acknowledged by pressing the star (i )
key on the phone after accepting the call. The device will confirm that it has received the
command by a short signal tone. It is also possible to acknowledge notifications via SMS.
The SMS-based acknowledgement will acknowledge notifications initiated to the phone
number of the SMS sender. To acknowledge a notification via SMS, send the STOP
message to the phone number of the SIM card installed in the device.

1 Press i to acknowledge or # to stop notification: notifications need to be acknowledged
by pressing the star (0 ) key on the phone after accepting the call. The device will confirm
that it has received the command by a short signal tone. Notification of further users on the
given event can be stopped by pressing the hash (#) key on the phone. The device will
confirm that it has received this command by three short signal tones. By pressing the hash
(#) key, this also confirms reception of the notification at the same time, so it is not necessary
to press the star (i ) key too.

By this option it is also possible to cancel all pending notifications for all events by entering
the i1 device password# command (e.g.,111234#) wusing the phoneos
and admin passwords are both accepted.

It is also possible to acknowledge notifications via SMS. The SMS-based acknowledgement
will acknowledge notifications initiated to the phone number of the SMS sender.
To acknowledge a notification via SMS, send the STOP message to the phone number of
the SIM card installed in the device. To stop all pending notifications, send the
STOP ALL message to the phone number of the SIM card installed in the device.
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Incoming call management: in this section you can configure for each user what should the
device do when it receives a call from the given user. Available options:

1 Forward calls to the simulated line: calls received from the given phone number will be
forwarded to the simulated phone line output. If a landline phone device is connected to the
line output, the phone will ring, and speech communication is possible after accepting the
call.

1 Reject calls: the device will reject calls received from the given phone number.

Regardless of this setting, when a call is received from a user phone number, a related service
event is generated for which you can configure output control or notification sending.

E-mail notification recipients (Adapter2 PRO only):

You can configure up to 4 e-mail addresses (MAIL1 to MAIL4) to which the device will send
notification upon event occurrence, according to the event settings.

Name: user/recipient name. The name entered in this section will be used upon selecting the
notification channels when configuring events.

E-mail address: user/recipient e-mail address. You can configure 1 e-mail address per user.
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4.2.4 Notification templates

E Adapter? programming software MnMNe
. S 2 R R —
o X B E 2z B T =Ll
Disconnect Read Write Addnew Clone Edit  Delete
Notification templates
[ Name AL 2. [5. [+ Backup 5MS
DEFAULT IP1 (Primary) IP2 (Backup) IP3 (Backup) 1P4 (Backup) ’:’
3|EMPTY (None) {Mone) (Mone) {Mone) O
(®) Notification templates
Notification template 5]
General
MName
Reporting to CMS
Channel Reporting
1. IP1 u Primary u
Channel Reporting
2. [r2 || |Backup 5|
Channel Reporting
3. |3 | [Backup [Ad|
Channel Reporting
4. [ra ™| Badwp Ad|
’:‘ Backup reporting via SMS
[ oK | [ Cancel |

LE | |

Notification templates should only be configured if reporting to CMS is needed. In this menu you
can configure different templates according to which the device will send reports to CMS servers
and receivers. For quick and easy setup, the device contains 2 built-in templates, named as
fDEFAULTO aBMPTYD . DBEFRAULTO t empl ate cannot be del et e
be changed if needed. If you wish to add new notification templates, it is appropriate to do this
prior to configuring events. Any template can be assigned to any event; thus, reports can be
directed to the desired servers and receivers, with the desired priorities. Servers/receivers are
classified into two groups, primary and backup. When an event occurs, the given report will be
sent to all servers and receivers configured as primary in the notification template associated with
the given event. In case that none of the primary servers/receivers are available, the device will
try to report to the servers/receivers configured as backup. The device will send the
acknowledgement signal to the connected alarm control panel when the event is received and
acknowledged by at least one of the servers or receivers.

The order of reporting to servers and receivers configured as backup in a template corresponds
to the numbering (1 to 6) of the channels in the template. The priority depends on the classification
of the configured servers/receivers (primary or backup). Primary servers/receivers will be notified
first. Reports will be sent to all primary servers/receivers, while backup servers/receivers will only
be notified if reporting to all primary ones fail. In this case, the device will try to report to the first
highest priority backup server/receiver, and then, if this fails, to the second one, and so on.
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Additionally, if a reporting channel fails, the devices will keep sending supervision messages to
the given server/receiver by the configured supervision sending interval to check its availability,
and will send the report as soon as it becomes available. The device will no longer try to report
events for which reporting failed for more than 1 hour.

Il n case that the device fails to report the <c
CMS servers or receivers, as a backup solution, it is possible to forward the reports via SMS

to a configurable phone rBackupeaporting via SMSh i eapt ieomma
configure the phone numbe Repartind charmmelsd mene Aathee |
i nformation about this opRepastmgochannelscan find i n

Notification templates cannot be deleted while they are associated with an event. The system
supports adding up to 10 notification templates, including the built-in ones.

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readot bhest@ on. Thi s
settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings i nWrideot hbetde®wni cdhb
the changes only, but all changes made in any menu.

1 Adding a new notification template:
_EE’ To add a new notification template,c | i ¢ k Newo thwet tio n .

1 Creating a copy of an existing template:
™ To create a copy of the selected template, c | i ¢ k @aneot hbeu tit on . Pl
3 that the new copy should have a different unique name.

1 Editing an existing template:
_I}’ To edit the selected template,c | i ¢ k HEdimdo tbhuet tfio n .

91 Deleting a template:

_—% To delete the selected template,c | i ¢ k DReleted hbeu tit on .

Please note that after you make changes, %ou must write the settings into the device
tobeapplied. For this, WatkdeQbutton. t he #
Creating a new notification template:

T Click Nelwol—_f?h lmutton.

1 Enter a name for the new template. The name should not be longer than 20 characters,
and the following characters should not be used: * ~<>=|$% "".

Configure the channels and the reporting priority.

Click OKD tbhua tion.

<
T Click WitedotFBebution.

)l
)l
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4.2.5 Inputs

E Adapter? programming software nMe
VW S =
Disconnect Read Write
Inputs
Settings v

Input type Sensitivity Unit of measure Restore sensitivity Unit of measure

IN1 o YI 100| | miliseconds) ® 100 miIIisEcnnds'I

Input type Sensitivity Unit of measure Restore sensitivity Unit of measure

IN2 o 'I 100/ |miliseconds) ™ 100 miIIiseconds'I

Input type Sensitivity Unit of measure Restore sensitivity Unit of measure
IN3 ‘NO m ‘ IUU‘ |mi|\isecondsm | 1EIEI| |mi||isaconds|ﬂ

Input type Sensitivity Unit of measure Restore sensitivity Unit of measure

IN4 o YI 100| | miliseconds) ® 100 miIIisEcnnds'I

@ Inputs

| n tinp@soA menu you can configure the dedctvationt S
sensitivity, and input restore sensitivity can also be configured.
Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot heitf on. Thi s
settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings | nWrideot betdewni cdhb
the changes only, but all changes made in any menu.

Please note that after you make changes, you must write the settings into the device

tobeapplied. For this, WattdieQbutton. t he #
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Settings:

Input type: the input can be normally open (NO), or normally closed (NC).

When set to NO, an input event will be generated when the open contact between the given input
(IN1é IN4) and the V- terminal (or the COM terminal) becomes closed.

When set to NC, an input event will be generated when the closed contact between the given input
(IN1é IN4) and the V- terminal (or the COM terminal) becomes open.

Sensitivity / Unit of measure: state changes of the input shorter than the value entered in this
section regarding activation of the input are ignored by the device. The unit of measure can also
be selected (milliseconds, seconds, or minutes). The sensitivity can be configured from
5 milliseconds to 1 hour.

Restore sensitivity / Unit of measure: state changes of the input shorter than the value entered
in this section regarding restoration of the input are ignored by the device. The unit of measure
can also be selected (milliseconds, seconds, or minutes). The sensitivity can be configured from
5 milliseconds to 1 hour.

4.2.6 Input events

E Adapter? programming software nMe
W OE < EQ @ Q- _% —
N |
Disconnect Read Write Addnew Clone Edit Delete
Input events
Mame  [mnput 4 [Type 4 |[Eventcode |Partition [Zone |Notification template |Output control mode [Message [TEL3 (SMS) [TEL4 (5MS) [TEL1 (Call) [TEL2 (cal) [PUSH1 [PusH2
$[IN1 Alarm  IN1 New event 130 01 001 DEFAULT Monostable INLAlarm [ (5] 5] ] ]
Input event configuration (]
Event Remote monitoring
Name Input Type Event code Partition Zone Motification template
® mput events N1 Alarm N1 | ™ I [New event 52| 9 [130 | o1 | [oo1 | [oerauLT 22|
Qutput
Output control mode Output parameter settings
[Monostable [*] |mano, 1500 Edit
Voice call notification
Voice call \oice message
TEL1, TEL2 [l [Audio 2 &2
Text-based notifications
5MS notification Push notification E-mail notification
[TEL3, TELS [ [pusH1, pusH2 [l [man, mana, mans 52|
Message
[IN1 Alarm |
", In order to send Push messages, it is necessary to register the device in the mobile application.
!, If you enter a long message, it might result notification sending in multiple SMS messages, which might cause extra expenses!
' ST N T
( OK ) [ Cancel )
L]

In this menu you can configure the events generated by the 4 contact inputs and notifications to
be sent when an input event occurs. Input events should be added and configured for the inputs
you wish to use. If no input event is configured for an input, the given input will not generate events,
nor send notifications. You can add one new and one restore event for each input.
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Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readdot lbart @ onreadBhi s
settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings | nWrideot betdeewni cdhb
the changes only, but all changes made in any menu.

1 Adding a new input event:
_5[?} Toadd anewinputevent,c | i ¢ k Newo t ket tion .
1 Creating a copy of an existing input event:

T4 To create a copy of the selected inputevent,c | i ¢ k Glomeot theu Piasemote
3 that the new copy should have a different unique name.

1 Editing input event settings:
To edit the settings of the selected inputevent,c | i ¢ k FEdihd tbhuet tfio n .

1 Deleting an input event:

% To delete the selected inputevent,c | i ¢ k Deleted hbeu tiit o n .

Please note that after you make changes, ¥ou must write the settings into the device

tobeapplied. For thi s, Wittd<6& button. t he #

Event:

Name: custom name of the event. The name entered in this section is used for identification of
the given event within the program and in the event logs. The name should not be longer than
20 characters, and the following characters cannot be used: " ~<>=|$%"".

Input: the contact input, which will generate the given event.

Type: the type of the event, which can be new or restore. New event will be generated when an
input is activated, and restore event will be generated when it reverts to its normal state.
In the Contact ID protocol, new events are indicated with 1 (or E), and event restorals are indicated
with 3 (or R).
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Remote monitoring:

In this section you can configure the Contact ID event code for reporting to CMS and can select
one of the preconfigured notification templates for the given event. The Contact ID event code
should only be configured if reporting to CMS is used, otherwise select the notification template
n a meEMPTYO .

Event code: in this section you can configure the 3-digit Contact ID event code, which you want
to assign to the given event (e.g., 130 = burglar alarm). The event code consists of hexadecimal
characters (0...9,A,B,C,D,E,F).

The software includes a built-in event code search tool which contains the list of standard

Contact ID codes. The search tool opens by clicking on the 0 icon with the question mark symbol
placed in front of the event code input field.

Event code search ]
Event name Eventcode | &

| I ()
Acrcess reader disable 501

24-hour non-burglary 150

24-hour non-burglary 160

24-+hour zone bypass 572

24 Hour (5afe) 133

32-hour event log marker 629

AC loss 301

Battery test failure 309

|Battary missina fdead 711 hi

( OK ) r Cancel \'I

In the event code search tool, you can search for events by name or by event code. For searching
by name,st art typing the name of the seaEwmaeaneryve
column header. For searching by event code, start typing the searched event code number in the

field urkEdeatrcodechecdil umn header . The search tool
according to the hits. You can select an event code by clicking on it in the list, then the program
will paste this automatically into OKoe bavdarmtin.c

Partition: in this section you can configure the 2-digit partition number which you wish to assign
to the given event from 00 to 99.

Zone: in this section you can configure the 3-digit zone number which you wish to assign to the
given event from 000 to 999.

Notification template: in this section you can select a preconfigured notification template which
you want to use for the given event. If you want to use additional notification templates, these
should be added prior to configuring the events. If you do not want to send a report to CMS on the

~

given event, sel ecE&MPATY0e templ ate named 0
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Output:
In this section you can configure the output to be controlled when the given input event occurs.

Output control mode: in this section you can configure the control mode of the output.

Available options:
1 None: the output will not be used.

1 Monostable: the output will be activated for the time configured in the fiDurationo section
of the output parameter settings, then it will revert to normal state automatically.
The duration can be configured from 5 milliseconds to 1 hour.

1 Bistable ON: the output will be activated permanently and will change state only upon
receiving a different command or upon power loss.

1 Bistable OFF: the output will become deactivated.

i State change: the output will change state (if deactivated, it will become activated and if
activated, it will become deactivated).

1 Pulse series: the output can be controlled by pulse series as well. The number of pulse
series can be configured from 1 up to 3. For each pulse it can be configured how long the
output should be activated, how long should be deactivated, the number of repetitions and
the pause between repetitions. The active periods can be configured from 5 milliseconds to
1 hour, the number of repetitions can be configured from 1 to 10, and the pause between
pulses can be configured from 5 milliseconds to 1 hour too.

Output parameter settings: this option becomes available if an output control mode is selected
which has further settings. In this section you can configure the additional settings of specific
output control modes, such as timings for monostable control and pulse series. Click ont h Edit@
button to open the parameter configuration window.

Voice call notification:

In this section you can configure phone calls to be made when the given input event occurs.
The device will call the selected phone numbers and play the selected voice messages.
You can upload voice messages as audio filesi n  Vdice méissages0 me n u .

Voice call: in this section you can select the user phone numbers to which calls should be made.
The phone numbers shoul d be Reportiffgicliannelsod nienn ua.d vG
will be made to the numbers enabled with the help of the checkboxes in the drop-down list.

Voice message: in this section you can select the voice message which should be played in the
calls when the given event occurs. When receiving a call from the device, a built-in siren tone will
be played before each voice message. If a voice message has been configured for which no
message has been uploaded, the siren tone will be played continuously throughout the call.
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Text-based notifications:

In this section you can configure text-based messages to be sent when the given input event
occurs.

SMS notification: in this section you can select the user phone numbers to which SMS message
should be sent when the given event occurs. The phone numbers should be configured in advance

i n Répertin@ channelsO menu. The text message will be
the help of the checkboxes in the drop-down list.

Push notification (Adapter2 PRO only): in this section you can select the mobile devices to which
Push notification should be sent when the given event occurs. The mobile devices should be
configured i n Mahlleedevioes®d inre ntuhe Push noti fication
devices enabled with the help of the checkboxes in the drop-down list.

E-mail notification (Adapter2 PRO only): in this section you can select the addressees to whom
e-mail should be sent when the given event occurs. The e-mail addresses should be configured
i n adyv an Keporting chatnelsofi me nnoail willbe sent to the addressees enabled with
the help of the checkboxes in the drop-down list.

Message: in this field you can enter a custom message of maximum 45 characters, which you
wish to be sent to the selected phone numbers, mobile devices, or e-mail addresses when the
given event occurs. The device will send the same message for each notification channel (SMS,
Push, e-mail).

The device is capable to insert various dynamic data in the text of the message using variables.
The device will automatically replace the variable written in the message with the data related to
the given variable when it sends the message.

Available variables:
$cid: the full Contact ID message configured for the given event (e.g.: 123418113001001).
$cc: the Contact ID event code configured for the given event (e.g.: 130).
$cp: the partition number configured for the given event (e.g.: 01).
$cz: the zone number configured for the given event (e.g.: 001).
$name: the event name configured in the device for the given event.
$inlé in4: the actual state of the given contact input (O=idle, 1=activated).
$rell: the actual state of the relay output (O=idle, 1=activated).
$ps: the momentarily measured supply voltage value (e.g.: 13563 mV).

Camera (Adapter2 PRO only): in this section you can select the IP camera which you wish to
assign to the given event. | P camerliRcamesas®d urhealn Ww.
If you have configured a Push notification for the given event, the mobile application will
automatically offer to view the picture of the IP camera associated with the given event, when the
message is received. If you have configured an e-mail notification for the given event, the URL of

the IP camera assigned to the event will be sent along with the message in the given e-mail.

Cl i©OKo it o accept tCaneeloc htaon ggeusi torwift hout saving.
Adding a new input event:

T Click Nawblg_%h lruttofi.
1 Configure the input event based on the above.

T Click Wrﬂne(‘)f‘:ﬂ@ebutmn to write the changes into the device.
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4.2.7 Service events

oé o

Hh 9% R DB T—LL

Connect Disconnect Read  Write  Addnew Clone  Edit  Delete

o serice cvents

— #[Ngv |Event A [Type Event code |Partition [Zone [Notification template [Output control mode [Message [TEL1 (5m5) [TEL2 (3M5)
Mobile Internet err.  Mabile Internet error  New event 363 00 000 DEFALLT Mane Mabile Internet error (] [+]
—— | |Mobile Internetres.  Mobile Internet error  Restore 363 oo 000 DEFALLT Mane Mobile Internet restore g [+]
; Supply voltage low  Low supply voltage Mew event 302 [ili} 000 DEFALLT Mone Supply voltage low g
Device settings o | |Low wvoltage restore  Low supply voltage Restore 302 a0 000 DEFAULT Mone Low voltage restore g [+]
—
-_ .-

-_— Event Remote monitoring
- - Name Event Type Eventcode Partition Zone Motification template
@® Service events |Supply voltage low | |Low supply voltage B |New event B |302 | ‘00 | |000 | |DEFAULT B
-
* a— /t', Voltage thresholds Output
- — Low voltage Voltage restore Cutput contrel mode Qutput configuration
-_—— [ 11,5V | 12,5V None ™ | Edit

Voice call notification

- —
H‘ Woice call Voice message

- - None B ‘a\udia 1 E

—-— e - —

— Text-based notifications

— o — 5MS notification Push notification E-mail notification

- — |TEL1,TEL2 B |Ncne B |None B
Message

|

|SL.||:»:|IIJ-I voltage low |

i = i
/1 In order to send Push itis y to reg

/Iy Ifyou enter a long message, it might result notification sending in multiple SMS messages, which might cause extra expenses!

the device in the mobile application.

- —

-

|

| n tSérece BventsO menu Yy ou cthencustom sefvicegevants of the device and
notifications to be sent when a service event occurs. Service events you wish to use should be
added and configured. If a service event is not added, the given event will not be generated, and
the device will not send notifications related to that event. For each service event you can add one
new and one restore event, except for events for which only the new event is interpretable. These
events have a fixed event type, which you cannot change.
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Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readdot et @ on. Thi
settings in all menus.

9 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to

%write the new settings i nWrideot betdewni cdhb

the changes only, but all changes made in any menu.

1 Adding a new service event:
_;E‘ To add anew serviceevent,c | i ¢c k NewoO ttwet tion .

1 Creating a copy of an existing service event:
T4 To create a copy of the selected service event,c | i ¢ k @aoneot hbeu tit on .
3 note that the new copy should have a different unique name.

i Editing service event settings:
_?’ To edit the settings of the selected service event,c | i ¢ k HEdind tbhuet tfio n .

1 Deleting a service event:

% To delete the selected service event,c | i ¢ k Deleted hbeu tit o n .

Please note that after you make changes, %ou must write the settings into the device

tobeapplied. For this, Wit <o button. t he #

Event:

Name: custom name of the event. The name entered in this section is used for identification of
the given event within the program and in the event logs. The name should not be longer than
20 characters, and the following characters cannot be used: " ~<>=|$%"".

Event: select an event from the available service events in the drop-down menu.

Available service events:

- GSM error: this type of event is generated if the device loses the connection with the GSM
network, or it is unable to register on the GSM network for at least 60 seconds. A restore
event is generated upon successful registration on the GSM network. Most common reasons
for this type of error are the following: there is no SIM card installed in the device, or the card
is not installed properly, the card is damaged, or the service is not available on the SIM card,
low GSM signal, the GSM antenna is not connected, insufficient supply voltage/current.

- Mobile Internet error: this type of event is generated if the device is unable to establish the
Internet connection for at least 60 seconds. A restore event is generated when the Internet
connection restores. Most common reasons for this type of error are the following: wrong
APN configured, or the mobile Internet service is not enabled on the SIM card.

55



- Low supply voltage: the device has built-in supply voltage monitoring function.
Low supply voltage event is generated when the supply voltage level is continuously on,
or drops below the configured low supply voltage threshold value, for at least 30 seconds.
Low supply voltage restore event is generated when the supply voltage level is continuously
on, or returns above the configured low supply voltage restore threshold value, for at least

30 secondsqwsapply eoitaged fie v¥udan configure the threshold values in
the event dialog window.

Low voltage threshold: In this section you can configure the threshold from 9.5V to 30V,
at which the device will generate the iLow supply voltaged0 event .

Voltage restore threshold: In this section you can configure the threshold from
10 to 30V, at which t hLew supplyivaltageavi 1 ¢ stgeme r &\

- Output control by mobile device ( 1 € :4hjs type of event is generated when the output of
the device is controlled from one of the mobile devices (1 to 4) through the mobile application.
Activating the output will generate a new event, while deactivating will generate a restore.

-l ncoming call f: this type ofe\ent is ehatadedl when the device receives
a call from a user phone number configured in the device. The caller ID (phone number)
should be presented in the call to be identified by the device via CLIP service.

- Incoming call from unknown number: this type of event is generated when the device
receives a call from a phone number which is not configured in the device as a user phone
number, or a call received from a private number (with hidden caller ID).

- Periodic test report: this type of event is used for supervising the operation of the device
and it is generated automatically based on the settings below.

Interval of sending ( 1 é 1 6 &héinterval of periodic test report sending. If you change
this setting, ma k e Perindie test oepodd i b k fododiin theh e
fStatus monitoringd  me to Wenerate a test report and validate the new settings.
Otherwise, the next test report will still be sent based on the previous setting.

Time of day (hh:mm): the time of day for periodic test report sending.

- First data usage limit reached: this type of event is generated when the device data usage
reaches the limit configured in Megabytes in the fFirst data usage limit warningd f.i el d

Billing cycle date: This field can be used to mark the day of the month on which the
mobile service provider resets and bills the amount of data used for the current month.

Data rounding unit: This field can be used to configure the data rounding unit used by
your mobile service provider. This value w
usage. You can check the data rounding unit for your data plan in the general terms and
conditions of your mobile service provider.

T h eilliing cycle dated0 a Datlardunding unitd s et t comgan foatheéSecond
data usage limit warningo  affBedond data usage limit warningoservice events, i.e.,
they use the same configured values. If you change these settings for one of the two
events, they will change automatically for the other event as well.

- Second data usage limit reached: this type of event is generated when the device data
usage reaches the limit configured in Megabytes in the fiSecond data usage limit warningo
field.
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- Settings changed: this type of event is generated when the Superadmin user changes
a protected setting, that the Admin user has no access to (which is disabled in the
MAdmin accessO menu. )

- SMS sending daily limit reached: this type of event is generated when the number of event
SMS messages sent by the device on the given day reaches the value configured at the
fSMS sending daily limitd o pt i oGendra tdheaettifigemenu.

- SMS forwarding daily limit reached: this type of event is generated when the number of
incoming SMS messages forwarded by the device on the given day reaches the value
conf i gur 8MSfawarding dailydimito o pt i oGeneralb tdleevifce sett

- Daily call limit reached: this type of event is generated when the number of calls initiated
by the device on the given day Datdimihfersallsoh e
opti on Geénerald hee Vii ce settings menu

Type: the type of the event which can be new or restore. A new event will be generated when
a service event occurs, and a restore event will be generated when it restores. In the Contact ID
protocol new event is indicated with 1 (or E), while restore is indicated with 3 (or R).

Remote monitoring:

In this section you can configure the Contact ID event code for reporting to CMS and can select
the preconfigured notification template for the given event. The Contact ID event code should only
be configured if reporting to CMS is used, otherwise select the notification template named
FEMPTYO .

Event code: in this section you can configure the 3-digit Contact ID event code, consisting of
characters 0...9,A,B,C,D,E,F, which you wish to assign to the given event (e.g. 302 = battery fault).

Partition: in this section you can configure the 2-digit partition number which you want to assign
to the given event, from 00 to 99.

Zone: in this section you can configure the 3-digit zone number which you want to assign to the
given event, from 000 to 999.

Notification template: in this section you can select a preconfigured notification template which
you want to use for the given event. If you want to use additional notification templates, these
should be added prior to configuring the events. If you do not want to send a report to CMS on the

~

given event, sel ec EMATYWe. t empl ate named A
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Output:
In this section you can configure the output to be controlled when the given service event occurs.

Output control mode: in this section you can configure the control mode of the output.

Available options:
1 None: the output will not be used.

1 Monostable: the output will be activated for the time configured in the fiDurationo section
of the output parameter settings, then it will revert to normal state automatically.
The duration can be configured from 5 milliseconds to 1 hour.

1 Bistable ON: the output will be activated permanently and will change state only upon
receiving a different command or upon power loss.

1 Bistable OFF: the output will become deactivated.

i State change: the output will change state (if deactivated, it will become activated and if
activated, it will become deactivated).

1 Pulse series: the output can be controlled by pulse series as well. The number of pulse
series can be configured from 1 up to 3. For each pulse it can be configured how long the
output should be activated, how long should be deactivated, the number of repetitions and
the pause between repetitions. The active periods can be configured from 5 milliseconds to
1 hour, the number of repetitions can be configured from 1 to 10, and the pause between
pulses can be configured from 5 milliseconds to 1 hour too.

Output parameter settings: this option becomes available if an output control mode is selected
which has further settings. In this section you can configure the additional settings of specific
output control modes, such as timings for monostable control and pulse series. Click ont h Edit@
button to open the parameter configuration window.

Voice call notification:

In this section you can configure phone calls to be made when the given service event occurs.
The device will call the selected phone numbers and play the selected voice messages.
You can upload voice mes¥oicgmessageso amednw f il es i

Voice call: in this section you can select the user phone numbers to which calls should be made.
The phone numbers shoul d be Reportiffgicliannelsod nienn ua.d vG
will be made to the numbers enabled with the help of the checkboxes in the drop-down list.

Voice message: in this section you can select the voice message which should be played in the
calls when the given event occurs. When receiving a call from the device, a built-in siren tone will
be played before each voice message. If a voice message has been configured for which no
message has been uploaded, the siren tone will be played continuously throughout the call.
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Text-based notifications:

In this section you can configure text-based messages to be sent when the given service event
occurs.

SMS notification: in this section you can select the user phone numbers to which SMS message
should be sent when the given event occurs. The phone numbers should be configured in advance

i n Répertin@ channelsO menu. The text message will be
the help of the checkboxes in the drop-down list.

Push notification (Adapter2 PRO only): in this section you can select the mobile devices to which
Push notification should be sent when the given event occurs. The mobile devices should be
configured i n Mahlleedevioes®d inre ntuhe Push noti fication
devices enabled with the help of the checkboxes in the drop-down list.

E-mail notification (Adapter2 PRO only): in this section you can select the addressees to whom
e-mail should be sent when the given event occurs. The e-mail addresses should be configured
i n adyv an Keporting chatnelsofi me nnoail willbe sent to the addressees enabled with
the help of the checkboxes in the drop-down list.

Message: in this field you can enter a custom message of maximum 45 characters, which you
wish to be sent to the selected phone numbers, mobile devices, or e-mail addresses when the
given event occurs. The device will send the same message for each notification channel (SMS,
Push, e-mail).

The device is capable to insert various dynamic data in the text of the message using variables.
The device will automatically replace the variable written in the message with the data related to
the given variable when it sends the message.

Available variables:
$cid: the full Contact ID message configured for the given event (e.g.: 123418113001001).
$cc: the Contact ID event code configured for the given event (e.g.:130).
$cp: the partition number configured for the given event (e.g.: 01).
$cz: the zone number configured for the given event (e.g.: 001).
$name: the event name configured in the device for the given event.
$inlé in4: the actual state of the given contact input (O=idle, 1=activated).
$rell: the actual state of the relay output (O=idle, 1=activated).
$ps: the momentarily measured supply voltage value (e.g.: 13563 mV).

Camera (Adapter2 PRO only): in this section you can select the IP camera which you wish to
assign to the given event. | P camerliRcamesas®d urhealn Ww.
If you have configured a Push notification for the given event, the mobile application will
automatically offer to view the picture of the IP camera associated with the given event, when the
message is received. If you have configured an e-mail notification for the given event, the URL of

the IP camera assigned to the event will be sent along with the message in the given e-mail.

Cl i©OKo it o accept tCaneeloc htaon ggeusi torwift hout saving.
Adding a new service event:

T Click Nawblg_%h lruttofi.
1 Configure the service event based on the above.

T Click Wrﬂne(‘)f‘:ﬂ@ebutmn to write the changes into the device.
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4.2.8 Custom events

E Adapter? programming software

oléll)

@ Custom events

Edit

tr S 2R
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T =Ll

Custom events

Mam [ custom text command [Type Eventcode [Partition |Zone [Notfication template [TELL (sMs) [TEL2 (sms) [TEL3 (sMs) [TEL4 (sMS) [Output control made
OutputON  OUTON New event 000 00 000 DEFAULT = = 0 [l Bistable ON
Cutput OFF  QUTOFF New event 000 0o 000 DEFAULT O O O O Bistable OFF
$(Manual alarm  ALARM Mew event 120 0o 000 DEFAULT [l | ™ M  Mone
Custom event (&)
Event Remote monitoring
Mame Custom text command Type Eventcode Partition Zone Motification template
|Manual alarm ‘ |ALARM | |New event u 9 |120 | |DD | |DUU | |DEFALILT u
Output
Qutput control mode
[rione P |
Voice call notification
Voice call Voice message
TELL, TELZ [ [audio 1 &2
Text-based notifications
5MS notification Push notification E-mail notification
[TeL3, TELS [*] [pusH1, pusHz [o] [mar1, mar2, mars =

Message

|Manual alarm

!, In order to send Push

,itis y to regi

the device in the mobile application.

[ oK Cancel |

In this menu you can configure custom events, which the device generates upon receiving a
custom command by text message (SMS). You can freely configure the custom command for
each event. Just like input and service events, custom events enable sending reports to remote
monitoring station, notifications to users, as well as controlling the output.

With this function you can practically generate any reports to remote monitoring station,
,dbg gending éustomocantmands of your

notifications to users, and cont r ol

choice i

n

a tex

t he
t message

('SMS)

t o

the devi

ceobds

Attention! Custom commands must be different than the available default SMS commands
(see paragraph Remote connecting to devices via cloud service), otherwise the device will
only perform the default action associated with the command.

It is possible to send more than one command in one message, but the message should not
exceed 60 characters. The device will not execute commands which are entered in the message
beyond the 60 characters limit. The device will not react in case of receiving an incorrect or
non-existing command.
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PWD: the device password can be specified using this parameter. The superadmin and admin
passwords are both accepted (default superadmin password: 1234). The PWD is an optional
parameter which should be used only when sending commands from phone numbers which are
not configured in the device in the Reporting channels menu, in the User phone number
settings section i such phone numbers are considered unauthorized, therefore in this case the
password is required. If the device password is not specified along with the control command sent
from unauthorized phone numbers, the command will not be executed by the device.

Commands sent from unauthorized phone numbers should always begin with a star "t " and end
with a hash "#" character.

Example on using custom commands:

The following custom commands will be used in the example: Alert, Open

1 When sending from authorized phone numbers:
- Sending one command: Alert or U Alert#
- Sending multiple commands: Alert,Open or Alert Open or { Alert,Open#

1 When sending from unauthorized phone numbers:
- Sending one command: U Alert,PWD=1234# or U Alert#l PWD=1234#

- Sending multiple commands: U Alert,Open,PWD=1234# or
0 Alert#i Open#l PWD=1234#

Available options in the software:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readot hat@ on. Thi s
settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings i nWrbdeot hbetde®wni cdhb
the changes only, but all changes made in any menu.

1 Adding a new custom event:
_=D‘ Toadd anewcustomevent,c | i ¢c k Newo thwet thon .

1 Creating a copy of an existing custom event:
T4 To create a copy of the selected custom event,c | i ¢ k @aneot hbeu tit on .
E note that the new copy should have a different unique name.

1 Editing custom event settings:
}’ To edit the settings of the selected custom event,c | i ¢ k Edimo tbhuet tfio n .
S—

1 Deleting a custom event:

_—"33 To delete the selected customevent,c | i ¢ k Deletedt hbeu tit o n .

Please note that after you make changes, ¥ou must write the settings into the device

to beapplied. For thi s, Weitedi S buttan. t h e i
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Event:

Name: custom name of the event. The name entered in this section is used for identification of
the given event within the program and in the event logs. The name should not be longer than
20 characters, and the following characters cannot be used: " ~<>=|$% " ".

Custom text command: enter any text command which you want to send in a text message
( SMS) to the devi toegénerateptheogiven custonmévent, and send report,
notifications and execute controls configured for the given event.

Type: the type of the custom event, which can be new or restore. In the Contact ID protocol,
new events are indicated with 1 (or E), while event restorals are indicated with 3 (or R).

Remote monitoring:

In this section you can configure the Contact ID event code for reporting to CMS and can select
the preconfigured notification template for the given event. The Contact ID event code should only
be configured if reporting to CMS is used, otherwise select the notification template named
FEMPTYO .

Event code: in this section you can configure the 3-digit Contact ID event code, consisting of
characters 0...9,A,B,C,D,E,F, which you wish to assign to the given event.

Partition: in this section you can configure the partition number you wish to assign to the given
event.

Zone: in this section you can configure the zone number you wish to assign to the given event.

Notification template: in this section you can select a preconfigured notification template which
you want to use for the given event. If you want to use additional notification templates, these
should be added prior to configuring the events. If you do not want to send a report to CMS on the

given event, sel ecEMPATYWe templ ate named A
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Output:

In this section you can configure the output to be controlled upon occurrence of the given custom
event.

Output control mode: in this section you can configure the control mode of the output.

Available options:
1 None: the output will not be used.

1 Monostable: the output will be activated for the time configured in the ADurationo section
of the output parameter settings, then it will revert to normal state automatically.
The duration can be configured from 5 milliseconds to 60 minutes.

1 Bistable ON: the output will be activated permanently and will change state only upon
receiving a different command or upon power loss.

1 Bistable OFF: the output will become deactivated.

i State change: the output will change state (if deactivated, it will become activated and if
activated, it will become deactivated).

1 Pulse series: the output can be controlled by pulse series as well. The number of pulse
series can be configured from 1 up to 3. For each pulse it can be configured how long the
output should be activated, how long should be deactivated, the number of repetitions and
the pause between repetitions. The active periods can be configured from 5 milliseconds to
1 hour, the number of repetitions can be configured from 1 to 10, and the pause between
pulses can be configured from 5 milliseconds to 1 hour too.

Output parameter settings: this option becomes available if an output control mode is selected
which has further settings. In this section you can configure the additional settings of specific
output control modes, such as timings for monostable control and pulse series. Clickont h Editd
button to open the parameter configuration window.

Voice call notification:

In this section you can configure phone calls to be made when the given custom event occurs.
The device will call the selected phone numbers and play the selected voice messages.
You can upload voice mes¥ocgmessageso amedn w. f il es i

Voice call: in this section you can select the user phone numbers to which calls should be made.
The phone numbers shoul d be Reportifgicljaonelesod nenn ua.d vG
will be made to the numbers enabled with the help of the checkboxes in the drop-down list.

Voice message: in this section you can select the voice message which should be played in the
calls when the given event occurs. When receiving a call from the device, a built-in siren tone will
be played before each voice message. If a voice message has been configured for which no
message has been recorded, the siren tone will be played continuously throughout the call.
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Text-based notifications:

In this section you can configure text-based messages to be sent when the given custom event
occurs.

SMS notification: in this section you can select the user phone numbers to which SMS message
should be sent when the given event occurs. The phone numbers should be configured in advance

i n Répertin@ channelsO menu. The text message will be
the help of the checkboxes in the drop-down list.

Push notification (Adapter2 PRO only): in this section you can select the mobile devices to which
Push notification should be sent when the given event occurs. The mobile devices should be
configured i n Mahlleedevioes®d inre ntuhe Push noti fication
devices enabled with the help of the checkboxes in the drop-down list.

E-mail notification (Adapter2 PRO only): in this section you can select the addressees to whom
e-mail should be sent when the given event occurs. The e-mail addresses should be configured
i n adyv an Keporting chatnelsofi me nnoail willbe sent to the addressees enabled with
the help of the checkboxes in the drop-down list.

Message: in this field you can enter a custom message of maximum 45 characters, which you
wish to send to the selected phone numbers, mobile devices, or e-mail addresses when the given
event occurs. The device will send the same message for each notification channel (SMS, Push,
e-mail).

The device is capable to insert various dynamic data in the text of the message using variables.
The device will automatically replace the variable written in the message with the data related to
the given variable when it sends the message.

Available variables:
$cid: the full Contact ID message configured for the given event (e.g.: 123418113001001).
$cc: the Contact ID event code configured for the given event (e.g.:130).
$cp: the partition number configured for the given event (e.g.: 01).
$cz: the zone number configured for the given event (e.g.: 001).
$name: the event name configured in the device for the given event.
$inlé in4: the actual state of the given contact input (O=idle, 1=activated).
$rell: the actual state of the relay output (O=idle, 1=activated).
$ps: the momentarily measured supply voltage value (e.g.: 13563 mV).

Camera (Adapter2 PRO only): in this section you can select the IP camera which you wish to
assign to the given event. | P camerliRcamesas®d urhealn Ww.
If you have configured a Push notification for the given event, the mobile application will
automatically offer to view the picture of the IP camera associated with the given event, when the
message is received. If you have configured an e-mail notification for the given event, the URL of

the IP camera assigned to the event will be sent along with the message in the given e-mail.

Cl i©OKo it o accept tCaneeloc htaon ggeusi torwift hout saving.

Creating a custom event:

T click NEWC)E_E:ﬁ‘IbeIttOHﬁ

1 Configure the new custom event based on the specification above.

T Click Wrﬂne(‘)f‘:ﬂ@ebutmn to write the changes into the device.
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4.2.9 IP cameras (Adapter2 PRO only)

E Adapter? programming software nMe
e %% =Ll
Disconnect Read Write —
IP cameras
Camera settings
Mame URL
CAM1 | I |
MName URL
CAM2 | I |
Name URL
CAM3 | | |
Mame URL
CAM4 | ] [ |
® P cameras

In this menu you can configure the availabilities of up to 4 IP cameras with ONVIF support, which
then can be assigned to events in the event settings. If e-mail notifications are configured for
events, the URL of the IP camera assigned to the given events will be sent along with the
messages in the given e-mails when the events occur. If Push notification is configured for an
event, the picture of the IP camera assigned to the given event can be viewed in the mobile
application upon receiving the Push notification.

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readot bhest@ on. Thi s
settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings i nWrideot betdeewni cdhb
the changes only, but all changes made in any menu.

Please note that after you make changes, ¥ou must write the settings into the device

to be applied. For this, Wdtbd% button. t he A
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Camera settings:

Name: in this section you can enter a custom name for your camera. The name entered in this
section can be used to identify the cameras upon assigning them to events when configuring
events.

URL.: the picture path (link) of the IP cameras (CAM1 and CAM2). You can enter the stream (live
picture) or snapshot URL. The mobile application will show the live picture or the snapshot
accordingly. Viewing a live picture generates higher data traffic on the mobile device.

There are multiple methods to obtain the camera URLSs. You can use the fiP Camera Detectoro

software developed by t he manufacturer (avail abl e o]
https://tell.hu/en/products/remote-management-software/ip-camera-detector) t ONVIF i
Device Managero s o f thpd/soercefdrge.net/projects/onvifdm) or t heowt am

software or technical manual.

To access the camerapictures from outside your local network, it is necessary to replace
the local IP address and port in the URL obtained using the ONVIF camera detector
program, with the external (WAN) IP address of your router and the external port, and
after this enter the modified URL in the Adapter2 programming software.

Example for modification of the stream URL, if using only one camera:
Original URL.:
rtsp://192.168.1.240:554/cam/realmonitor?channel=1&subtype=0&unicast=true&proto=0Onvif

Modified URL in case of using static IP address:
rtsp://WAN IP:554/cam/realmonitor?channel=1&subtype=0&unicast=true&proto=0Onvif

Modified URL in case of using static IP address and username/password:
rtsp://lusername:password@WANIP: 554/ cam/ real monitor ?channel

Modified URL in case of using domain name:
rtsp://domain name:554/cam/realmonitor?channel=1&subtype=0&unicast=true&proto=0Onvif

Modified URL in case of using domain name and username/password:
rtsp://lusername:password@domainname: 554/ cam/ real moni t or ?2chan

Further details and information on router configuration, port forwarding and dyndns
configurati on vy RBdaierenca guide tonheé ONVHF cantem support functiono
document.
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4.2.10 Voice messages
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In this menu you can upload audio files used for notifications via voice calls, and you can also
configure a custom name for each voice message. The audio files can be uploaded in mp3 or
wav format. Uploaded audio files are automatically converted by the software into the format
appropriate for the device. Voice messages of up to 10 seconds length are supported, therefore

a longer audio file will be cut automatically.

Available options:

1 Reading the settings from the device:

<> To read the settings from the device, c | i ¢ k

=05 settings in all menus.

9 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
settings

%Write

t he

new
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9 Editing the name of an audio file:
I}"To edi t the name of t he skEditéte ck wetdt caru.di o f

1 Uploading an audio file:
44 To upload an audio file to the dauwlodikrt ed
@ Thi s

uploado button. will open a dialog box
Audio file upload -
Voice message number Audio file
Audio 1 b | =

!, The programming software will convert the selected audio file to the format appropriate for the device.

!, Voice messages of up to 10 seconds length are supported, therefore a longer audio will be cut automatically.

I:f 0K \'Ilf Cancel \'I

Voice message number: after c | i ¢ ki n gAudionfiletupleadoii butt on, t
message number selected in the table will be selected automatically in the dialog box as
well, but you can also select a different voice message number using the drop-down menu.
The audio file will be uploaded into the voice message slot selected in the drop-down menu.

Audio file: click on the browse button found at the end of this field, and then browse the
audio file you wishOKoo buuptitooand .t oClsitcakr to nu ptl hoe

91 Delete audio file:
To delete an audio file, select the message you want to delete by clicking on it, and
then click on the fDelete audio filedbutton.

Please note that after you make changes, ¥ou must write the settings into the device

tobeapplied. For this, Wittd<e@Qbutton. t he #
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4.2.11 Admin access

E Adapter? programming software AMA
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Identifier settings

m User account ID

E SIA user account ID
E TEX group ID

[¥] TEX device ID

Reporting channels

E CMS serversreceivers
@ Admin access

In this menu you can configure permissions for the Admin user to access protected settings.
The Admin user can only modify the settings enabled in the list. The Admin access options can
only be configured by the Superadmin.

The settings that d o nhave a checkmark, i.e. the ones that the Admin user does not have access
to, are considered protected. To keep track of the changes made to the protected settings, the
device generates a "Settings changed" service event if configured in the "Service events" menu,
whenever the Superadmin makes any changes to any of these protected settings.

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readot et on. Thi s
settings in all menus.

1 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings i nWrideot hbetd®wni cdhb
the changes only, but all changes made in any menu.

Please note that after you make changes, ¥ou must write the settings into the device

tobeapplied. For this, Witk button. t he #
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4.2.11 Advanced settings

E Adapter2 programming software &lal)

e & & = T =LL

Disconnect  Read Write Search operators

Advanced settings
Volume v

Microphone {putgoing CID) Speaker (incoming HSK)
12 80

!, Don't change these settings unless necessary. For restoring the default settings enter value "0".

Network management v

Operator selection Metwork selection

Automatic u Automatic ILl :‘ Use automatic selection upon network errors

':‘ Vol TE support

Manual dialing v

Dialing timeout for the first 4 digits Dialing timeout from the Sth digit

2g is| @

Locking the device v
Status
(® Advanced settings Unlocked u
By locking the device, you can disable restoring the factory default settings.

!, If locked, only the manufacturer can restore the factory default settings in the service center,
in case that you forget the device password.

In this menu you can configure advanced settings which affect communication to CMS over
DTMF-based voice call and the in-call volume for calls to users (siren tone, voice messages).
Special DTMF communication parameters can be configured to adjust signals in case of
experiencing problems with reporting to CMS over DTMF-based voice call. The default mobile
operator and network to be used by the modem and device lock settings can also be configured
here.

Recommended for experts only! Do not change the factory default settings unless
necessary!

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readot et on. Thi s
settings in all menus.

1 Writing the settings into the device:

After changing the settings or entering new settings, to take effect, it is necessary to
write the new settings i nWrideot hbetd®wni cdhb
the changes only, but all changes made in any menu.

&
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1 Searching mobile operators:

To search mobil e o Search openaterso ch utctko no.n Tt hhies
when you want to sel ectOperatoc setettianon dalguepr at
menu to force the modem to use the given operator. After clicking on this button, the

-~ device will restart the modem and will reconnect to the mobile network to start

o operator searching. The search process may take up to 3 minutes. The end of the
process will be indicated by a pop-up message, after which the list of available
oper at o rOperatar setettienon d-dowrpmenu will be updated automatically
according to the search results.

Please note that after you make changes, ¥ou must write the settings into the device

to beapplied. For thi s, Weitedi 6 buttan. t h e i

Volume:

Microphone (outgoing CID): adjusts the microphone volume, which makes outgoing tones
(Contact ID) louder or softer in voice calls. The value can be set from 1 to 15.

Speaker (incoming HSK): adjusts the speaker volume, which makes incoming tones (HSK and
ACK) louder or softer in voice calls. The value can be set from 1 to 100.

Note! Even minor changes of the values result significant tone volume changes!

Network management:

Operator selection: using this drop-down menu you can select a mobile operator available
with the given SIM card. To get the list of available operators, you must click on the

~
fSearch operatorso @ putton. If you select and set an operator, the device will use only the
selected operatords network. Please note that
are not supported by your SIM card. If you accidentally select an unsupported operator, the device
will use the default operator chosen automatically.

In the list of available operators, the program will indicate which networks (2G/3G/4G) of the given
operators are available with the given SIM card, in the given location and with the given product
model (it depends on the type of t hAutormaticd € m)
i.e., the device will automatically choose the operator preferred by the given SIM card.

Operator A |25 3G 4G

Automatic ] ] ]
Telekom HU & V] ]
Telenor HU & 4 ]
vodafone HU & 4 ]

Network selection: mobile network management in the device is automatic by default. If you
experience problems with the stability of the mobile network in the given location, that is the device
switches frequently between networks, you can select the network you wish to use manually.

Available options:

1 Automatic: the device will select the network automatically.
1 2G only: use 2G (GPRS) network only.

1 3G only: use 3G (UMTS) network only

1 4G only: use 4G (LTE) network only
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3G network usage is supported by the 3G.IN4.R1 and the 4G.IN4.R1 model of the
Adapter2 only! LTE network usage is supported by the 4G.IN4.R1 model only!

Use automatic selection upon network errors: if this option is enabled, the device will select an
available network when service error occurs, even if the use of a specific network is selected in
the settings (2G, 3G, or LTE).

VOLTE support (4G model only): if you enable this option, the device will try to connect to the
VOLTE service through which it can make and receive LTE-based calls. This requires mobile
Internet and VOLTE service enabled on the SIM card installed in the device, and successfully
configured APN settings. Do not enable this option if any of the above is not available,
otherwise the network connection may fail.

Manual dialing:

If you are using the device with a telephone handset, for manual dialing of telephone numbers you
can configure the time the device should wait after each entered digit, before it starts dialing the
number. You can set the time separately for the first 4 digits, and from the 5th digit up to the end
of the number.

Dialing timeout for the first 4 digits: in this section you can set the time the device waits after
each digit before it starts dialing the entered number, when you enter the first 4 digits of the
number.

Dialing timeout from the 5th digit: in this section you can set the time the device waits after
each digit before it starts dialing the entered number, when you enter the 5th and next digits of the
number.

Locking the device:

Status: you can lock your device with this setting, so that the factory default settings cannot be
restored without knowing the device password.

1 Unlocked: when unlocked, the factory default settings can be restored anytime, also
without knowing the device password.

1 Locked: when locked, restoring the factory default settings is disabled. You can restore the
factory default settings only after logging in with the Superadmin or Admin password and
changing the setting to unlocked. If you forget these passwords, only the manufacturer can
restore the factory default settings in the service center.
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4.3 Alarm system events menu

In this menu group you can configure settings of events sent by the alarm system.

4.3.1 Alarm system events

E Adapter2 programming software OMNe
P < 2 E"—W @ @'. _% —
Disconnect Read Write Addnew Clone Edit  Delete

Alarm system events

#[Name & [Type |Event code [Partition |Zone [Motification template_|Output control mode [ Message |camera [TEL1 (sMs) [TEL2 (5Ms) [TEL3 (5MS) [TEL4 (5MS) [PUSHL [PusH2

% |Burglar alarm  MNew event 130 = === DEFAULT Monostable Burglar alarm $cp $cz  CAM1 =] ™ O O 5]

Alarm system event configuration (&)
Event Remote monitoring
Type Eventcode Partition Zone Motification template
| | [New event M @[3 = = | [peFauT [&2]
Qutput
Output control mode Output parameter settings
‘Monustab\e u |m0no, 1500 [Edit:
Voice call notification
Voice call Voice message
TELL [*] [Audio 1 &2
@ Alarm system events
Text-based notifications
SMS notification Push notification E-mail notification
[TELL, TEL2 [r{ [pusH, PusH2 [rd [MarLy, MaL2, MaL3 [E2]
Message Camera
‘Burglar alarm %cp $cz ‘ |CAM1 ILI
! In order to send Push notifications it is necessary to assign the smartphone application to the device.
!, If you enter a long message, it might result notification sending in multiple SMS messages, which might cause extra expenses!
o N
( oK ) [ Cancel ]
: |

T h éAlafim systemeventsO menu can be us-Ddkvenhtoodds reteivesl from@he nt a
alarm control panel connected to the device. For each event filter added you can configure
separately which notification template to use for reporting to monitoring station, which user to notify

by call, SMS, Push naotification or email and what message to send, and to control or not the output

when the given event code is received from the alarm control panel, or an event code is received

which matches the conditions configured in the given event filter.

When entering the event code, partition, and zone, you can use the " " character to define a group
of events. This means that when any hexadecimal number is received from the alarm control panel
in the place of the "u " character written in the code, but the rest of the event code matches the
event received from the alarm control panel, the given event will be processed. When receiving
an event code from the alarm control panel, the device compares the received event with the event
filters added to the table and if it finds a matching one, it performs the reporting and output control
according to the settings of the given alarm system event filter. The device compares the events
starting with the event type, then the event code, and finally with the partition and zone, in this
order.
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The device chooses in each case the added alarm system event filter which matches best the
event code received from the alarm control panel. For example if it finds two added alarm system
event filters at which the event type, the event code and the partition matches the event received
from the alarm control panel, but at one of them the zone section matches too, while at the other
one the zone section is filled in with "o " characters, so the received event matches both alarm
system event filters, the device will choose the one at which the zone section matches too.

If an event code is received from the alarm control panel which does not match any of the event
filters configured, i.e., the device cannot find a reporting configuration for the given event code,
then it will report the given event to CMS automatically using the notification template named
fDEFAULTO t o ensure that all events are reported.

If you wish to report only specific events to CMS, add a filter that applies to all events, where

c h o o s eNew évent, Restore, Repeato opti on for event t yatkionand
and zone number fields with "t " characters, and select for this the notification template named
fEMPTYO. Wi th this, reporting to CMS of any weven
disabled. Thereafter, configure and add the events you wish to be reported. In this case only the
specified events will be reported, and the device will send the kiss-off (ACK) signal to the alarm
control panel for all other events but will not report them to CMS.

The system supports adding up to 500 alarm system event filters.

Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Readot bhat@ on. Thi s
settings in all menus.

9 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings i nWrdeot hbetde®wni cdhb
the changes only, but all changes made in any menu.

1 Adding new alarm system event:
_;E‘ To add a new alarm systemevent,c | i ¢ k Newo tthwet tion .

1 Creating a copy of an existing alarm system event:
T To create a copy of the selected alarm system event, c | i ¢ k @loneot hbeu tfit o
3 Please note that the new copy should have a different unique name.

i Editing alarm system event settings:
_?’ To edit the settings of the selected alarm systemevent,c | i ¢ k Edino tbhuet tfio r

1 Deleting an alarm system event:

_—"33 To delete the selected alarm system event,c | i ¢ k DReleted hbeu tiit o n .

Please note that after you make changes, %ou must write the settings into the device

tobeapplied. For this, Wit Se& button. t he #
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Event:

Name: custom name of the event. The name entered in this section is used for identification of
the given event within the program and in the event logs. The name should not be longer than 20
characters, and the following characters cannot be used: " ~<>=|$%"".

Type: the type of the event. You can choose from the following options: new event, restore, repeat,
new event + restore, new event + repeat, restore + repeat, new event + restore + repeat.

Remote monitoring:

In this section you can configure the Contact ID event code expected from the alarm control panel
and can assign one of the preconfigured notification templates to the given event.

Event code: in this section you can configure the 3-digit Contact ID event code, consisting of
characters 0..9,A,B,C,D,E,F, or "u ", which you wish to filter, from the messages coming from
the alarm control panel.

The software includes a built-in event code search tool which contains the list of standard

Contact ID codes. The search tool opens by clicking on the 0 icon with the question mark symbol
placed in front of the event code input field.

Event code search (]
Event name Eventcode | +
| __1)
24-hour non-burglary 150
24-hour non-burglary 160
24-hour zone bypass 572
24 Hour (5afe) 133
32-hour event log marker 629
AC loss 301
Battery test failure 309
[Battery micsinadaad 311 b

( oK )( Cancel \I

In the event code search tool, you can search for events by name or by event code. For searching
by name, start typing the name of the searched event code in the field u n d e r Eviertt pamé@o
column header. For searching by event code, start typing the searched event code number in the

field urEdeatrcodechec dil umn header. The search tool
according to the hits. You can select an event code by clicking on it in the list, then the program

wi || paste this automatically into ©OKbe bavdrmtn.c
Partition: in this section you can configure the pas

or "U ", which you wish to filter from the messages coming from the alarm control panel.

Zone: in this section you can configure the
or "U ", which you wish to filter from the messages coming from the alarm control panel.

Notification template: in this section you can select a preconfigured notification template which
you want to use for the given event. If you want to use additional notification templates, these
should be added prior to configuring the events. If you do not want to send a report to CMS on the

~

given event, sel ecEMRATYW0e. templ ate named i
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Output:

In this section you can configure the output to be controlled upon receiving the configured alarm
system event.

Output control mode: in this section you can configure the control mode of the output.

Available options:
1 None: the output will not be used.

1 Monostable: the output will be activated for the time configured in the ADurationo section
of the output parameter settings, then it will revert to normal state automatically.
The duration can be configured from 5 milliseconds to 1 hour.

1 Bistable ON: the output will be activated permanently and will change state only upon
receiving a different command or upon power loss.

1 Bistable OFF: the output will become deactivated.

1 Pulse series: the output can be controlled by pulse series as well. The number of pulse
series can be configured from 1 up to 3. For each pulse it can be configured how long the
output should be activated, how long should be deactivated, the number of repetitions and
the pause between repetitions. The active periods can be configured from 5 milliseconds to
1 hour, the number of repetitions can be configured from 1 to 10, and the pause between
pulses can be configured from 5 milliseconds to 1 hour too.

Output parameter settings: this option becomes available if an output control mode is selected
which has further settings. In this section you can configure the additional settings of specific
output control modes, such as timings for monostable control and pulse series. Click ont h Edit@
button to open the parameter configuration window.

Voice call notification:

In this section you can configure phone calls to be made when the given alarm system event
occurs. The device will call the selected phone numbers and play the selected voice messages.
You can upload voice mes¥ocgmessageso ameanw f il es i

Voice call: in this section you can select the user phone numbers to which calls should be made.
The phone numbers shoul d be Reportifgiclgaonelsod nenn ua.d vG
will be made to the numbers enabled with the help of the checkboxes in the drop-down list.

Voice message: in this section you can select the voice message which should be played in the
calls when the given event occurs. When receiving a call from the device, a built-in siren tone will
be played before each voice message. If a voice message has been configured for which no
message has been uploaded, the siren tone will be played continuously throughout the call.

Text-based notifications:

In this section you can configure text-based messages to be sent when the given alarm system
event occurs.

SMS notification: in this section you can select the user phone numbers to which SMS message
should be sent when the given event occurs. The phone numbers should be configured in advance

i n Réperting channelsO menu. The text message will be
the help of the checkboxes in the drop-down list.

Push notification (Adapter2 PRO only): in this section you can select the mobile devices to which
Push notification should be sent when the given event occurs. The mobile devices should be
configured i n Mahlledevioes® ime ntuhe Push noti ficati on
devices enabled with the help of the checkboxes in the drop-down list.
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E-mail notification (Adapter2 PRO only): in this section you can select the addressees to whom
e-mail should be sent when the given event occurs. The e-mail addresses should be configured
i n adv an Reporting charlnelsoi me rnoail willbe sent to the addressees enabled with
the help of the checkboxes in the drop-down list.

Message: in this field you can enter a custom message of maximum 45 characters, which you
wish to be sent to the selected phone numbers, mobile devices, or e-mail addresses when the
given event occurs. The device will send the same message for each notification channel (SMS,
Push, e-mail).

The device is capable to insert various dynamic data in the text of the message using variables.
The device will automatically replace the variable written in the message with the data related to
the given variable when it sends the message.

Available variables:

$cn:the eventnamec onf i g ur a@ustem évent dotheenanieso m e associated with
the event code received from the alarm control panel. If you have not modified the new/restore
event name, the device will replace the variable with the default event name in the message.

$cp: the partitionn a me c onf i g uCuathn partition nambse i eassociated with
the partition number received from the alarm control panel. If a custom partition name has not
been configured for the given partition number, the device will replace the variable with the
partition number in the message. (e.g.: 01).

$cz: the zone orusername conf i guC€Custorh eond mamesdaen dCusfiom user
namesomenu, associated with the zone/user number received from the alarm control panel.
If a custom zone or user name has not been configured for the given zone/user number,
the device will replace the variable with the zone/user number in the message. (e.g.: 001).

$cid: the complete Contact ID message received from the alarm control panel
(eg.: 123418113001001).

$cc: the Contact ID event code received from the alarm control panel (e.g.:130).

$name: t he name confi gur ed Alaonrsydtdmesvegtsov enme neu.e n t
$inlé in4: the actual state of the given contact input (O=idle, 1=activated)

$rell: the actual state of the relay output (O=idle, 1=activated)

$ps: the momentarily measured supply voltage value (e.g.: 13563 mV).

Camera (Adapter2 PRO only): in this section you can select the IP camera which you wish to
assign to the given event. | P camerlRcameas® urhedn Wb.
If you have configured a Push notification for the given event, the mobile application will
automatically offer to view the picture of the IP camera associated with the given event, when the
message is received. If you have configured an e-mail notification for the given event, the URL of

the IP camera assigned to the event will be sent along with the message in the given e-mail.

Cli©Ko ft o accept tCaneeloc htaon ggeusi torwift hout savi ng.
Adding a new alarm system event filter:

T Click Newdo-Eeh mutton.
1 Configure the event you wish to filter based on the above.

T Click Wmﬁebh@ebutmn to write the changes into the device.

77



4.3.2 Custom event code names

E Adapter? programming software M
te S B AR B O T—LL
Disconnect Read Write Addnew Clone Edit Delete Savetofile Add from file

Custom event code names

#|Contact ID eventcode & ‘User related event type New event name Restore event name “
100 0 A:Medical R:Medical

B 101 ’:’ AsPersonal Emergency R:Personal Emergency

B 102 0O A:Fail to reportin R:Fail to reportin

|10 0 AcFire R:Fire

{111 O AsSmoke R:Smoke

| |12 O A:Combustion R:Combustion

| |13 O AiWater flow RiWater flow

| 112 0 AcHeat R:Heat

| 115 O A:Pull Station R:Pull Station

| |16 O ADuct R:Duct

[ 117 O AcFlame R:Flame

| 118 O A:Near Alarm

| 120 O A:Panic R:Panic

| 121 O A:Duress RiDuress

| 122 0 Assllent R:Sllent

| [123 0 AsAudible R:Audible

B 124 0O A:Forced Access R:Duress ? Access granted

B 125 ’:’ AsForced Access R:Duress 7 Egress granted

[ 1320 O A:Burglary Burglary Alarm Restoral

B 131 ’:V A:Perimeter R:Perimeter

® Custom event code names | [122 0 Adlnterior RiInterior

133 ’:V A:24 Hour (Safe) R:24 Hour (Safe)

B 134 ’:’ AsEntry/Exit R:Entry/Exit

[ 135 0 A:Day/night R:Day/night

136 O A:Qutdoor R:Outdoor

[ 137 O A:iTamper R:Tamper

[ 138 O A:Mear alarm R:Mear alarm

| 130 B AiIntrusion Verifier RiIntrusion Verifier

| 140 ’:V Move without ignition R:General Alarm

B 141 ’:’ AsPalling loop open R:Polling loop open

B 142 0O A:Palling loop shert R:Polling loop short

B 143 ’:’ A:Expansion module failure R:Expansion module failure

B 144 ’:’ A:Sensor tamper R:Sensor tamper

[ [ 145 ’:V A:Exp. Module Tamper R:Exp. Module Tamper

0 146 O AsSilent Burglary R:Silent Burglary
|240 | -

The tabl e fCaostomcventmodetamesd menu contains t leentdef
codes and event names. If needed, you can rename the events generated by the connected alarm
control panel, or add new custom events if your alarm control panel would use an evet code that

is missing from the event code table of the device. The device can use the event code names
displayed here in text-notifications (SMS, Push, e-mail). The $cn variable written in the text of the
message will be replaced by the device automatically with the event name associated in the table

with the event code received from the alarm control panel, when sending the message. This will
result in the message being received with the specific name of the event instead of the raw event
code.

You can record altogether up to 370 custom event codes and default event code name changes
in the system.

User related event type: this setting is used to qualify an event as user related or zone related.
If the checkbox is enabled, the device will consider the given event as user related, and if it is
disabled, the event will be considered as zone related. This option is relevant when you use the
$cz variable in messages, which the device will replace with a configured custom user name or
zone name. The device can decide from this setting, whether it has to replace the variable in the
message with a user name or a zone name, when it reports the given event via text message.
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Available options:

T

Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot et & ovii read®lh i s
settings in all menus.

Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to

% write the new settings | nWrideot hbetdewni cdhb
the changes only, but all changes made in any menu.

Adding a new custom event code:
_;[:1 To add a new custom eventcode,c | i ¢ k Newo tthwet tho n .

Creating a copy of an existing event code:
T4 To create a copy of the selected eventcode,c | i ¢ k Glomeot heitit on. Pl
3 that the new copy should have a different unique event code.

Editing event code name:
_?’ To edit the name of the selected eventcode,c | i ¢ k HEdino tbhuet tiho n .

Deleting a custom event code:
_—% To delete the selected custom eventcode,c | i ¢ k Deleted hbeu tiit o n .

Saving the custom event code names database to file:
To save the custom event code names to file in csv format, click on the fSave to fileo

I-T_-, button.

Adding custom event code names from file:

l It is possible to add custom event code names from a csv file prepared in advance.
To add custom event code names from file, click on the fAdd from fileo button,
browse the file, and then click on the Amportdbutton. By this, the program will read
the entries from the selected file and will prepare an import summary. The event code
names stored in the device will not be deleted by adding entries from file, but the
imported entries will be added to the existing ones.

Adding custormn event code names (=)

Import summary

Type Information
Information Mew data: #1 | 148;0;Custom sensor alarm;Custom sensor restore
Information New data: #2 | 436; 1;User access granted;User access denied

|#[Summary Successful: 2, Warning: 0, Error: 0,

1, The data will be imported in the program first. Imported data will be added in the device only after writing the settings into the device.

| Close |
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The structure requirements of the CSV file to be imported:

The program considers the first line of the CSV file as the header. Therefore,
it will not process the firs line!
The file should contain the entries starting from the second line. The line should start
with the 3-digit event code, followed by the event type indicator (0O=zone related
event, 1=user related event), the custom new event name, and then the custom
restore event name, each separated by a semicolon. Example:

148;0;Custom sensor alarm;Custom sensor restore

436;1;User access granted;User access denied

The easiest way to prepare the file is exporting the custom event code names
dat abase fr om t heSapeatofijedbaton, and them gdit thenegporfed
file and enter the desired custom data in the file by the analogy of the file content,
and finally delete the original entries from the file.

The program will indicate, if there are issues in the file to be imported, e.g., duplicate
event codes, or event codes which already exist in the device in that particular case,
or other entries that the program cannot process.

The program classifies the entries Typed o
column, and marks each with a different background color for better transparency:

Information (green background color): entries imported successfully.

Warning (yellow background color): entries processed successfully, but the event
code appears more than once in the file, or already exists among the entries
registered in the device, or the event code or event name is missing.

Error (red background color): entries with errors, which the program cannot process.

The program wil|l not | mVarningo e nHrrorhe $s nmar |
system!

You can find a summary line at the bottom of the list, showing the number of entries
imported successfully, the ones marked as warnings, and the ones with errors.
You can close the wirChesew byt conckahgennw
imported successfully will show up in the list of custom event code names. After that,
you can edit and continue to configure the entries imported into the program as
needed, and when finished, write the settings into the device by clicking on the

<
ANTited <20 button.

Please note that after you make changes, ¥ou must write the settings into the device

tobeapplied. For this, WatkdeQbutton. t he #
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4.3.3 Custom user names

E Adapter? programming software nMe

te S B AR O O T =Ll

Disconnect Read Write Addnew Clone Edit Delete Savetofile Add from file

Custom user names

| User number Cugtom name
|#[001 L. Taylor

002 1. Smith
003 A Young

Custom user name A

User number Custom name

004 | [6- adams |

I oK J [ Cancel )

@ Custom user names

Inth e CuBtom usernamesd0 menu Yy o u creames with sisers ¢orfiguead in the alarm
control panel, by the user number. The device can use the custom user names configured here in
text-notifications (SMS, Push, e-mail). The $cz variable written in the text of the message will be
replaced by the device automatically with the user name associated with the user number received
from the alarm control panel, when the device reports a user related event. This will result in the
message being received with the specific name of the user instead of the raw user number.
The user related event fustomevert eodenamesé gmerewd. i n

If a custom user name has not been configured for the given user number, the device will replace
the variable with the user number in the message. (e.g.: 001).

The system can store up to 20 custom user hames.
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Available options:

1 Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot et on. Thi s
settings in all menus.

9 Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings | nWrideot hbetdewni cdhb
the changes only, but all changes made in any menu.

1 Adding a new custom username:
_;[:1 To add a new custom user name, cliciNewon btuli é ofin .

1 Creating a copy of an existing custom user name:
T4 To create a copy of the selected custom user name, cl i ckClooed tHhhue t
3 Please note that the new copy should have a different unique user number.

i Editing a custom user name:
_?’ To edit the selected custom username,c | i ¢ k Edind tbhuet tfo n .

1 Deleting a custom user name:

_—% To delete the selected custom user name,c | i ¢ k Deleted hbeu tiit o n .

1 Saving the custom user names database to file:
[T] Tosavethecustomusernames to file i n cSawtoffilrd madt t a

1 Adding custom user names from file:
l It is possible to add custom user names from a csv file prepared in advance. To add
customusernames fr om f i Adelfroncfilebckubdbhobhhebfiowse
t hen <cl i bnpbortonbtuheond. By this, the progra
selected file and will prepare an import summary. If there are already custom user
names stored in the device, those will not be deleted by adding entries from file,
but the imported user names will be added to the existing ones.

Adding custom user names [ )
Import summary

Type Information

Information Mew data: #1 | 001;L. Taylor

Information New data: #2 | 002;]. Smith

:Information Mew data: #3 | 003;A. Young
z Summary Successful: 3, Warning: 0, Error: 0,

t, The data will be imported in the program first. Imported data will be added in the device enly after writing the settings into the device.

[ Close |
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The structure requirements of the CSV file to be imported:

The program considers the first line of the CSV file as the header. Therefore,
it will not process the firs line!

The file should contain the entries starting from the second line. The line should start
with the 3-digit user number, followed by a semicolon, and then the user name.

Example:

001;L. Taylor

002;J. Smith
The easiest way to prepare the file is adding at least one custom user name in the
program, and then export itto csv fileu s i n gSavehcefiled butt on, and

the exported file and enter the further custom user names in the file by the analogy
of the file content.

The program will indicate, if there are issues in the file to be imported, e.g., duplicate
user numbers, or user numbers that already exist in the device in that particular case,
or other entries that the program cannot process.

The program classifies the entries Typed o
column, and marks each with a different background color for better transparency:

Information (green background color): entries imported successfully.

Warning (yellow background color): entries processed successfully, but the user
number appears more than once in the file, or already exists among the entries
registered in the device, or the user number or user name is missing.

Error (red background color): entries with errors, which the program cannot process.

The program wil|l not i mpVarningd e oHrrorie $ nmar K
system!

You can find a summary line at the bottom of the list, showing the number of entries
imported successfully, the ones marked as warnings, and the ones with errors.
You can close the wirChheew byt conckahgennw
imported successfully will show up in the list of custom user names. After that, you
can edit and continue to configure the entries imported into the program as needed,

and when finished, write the settings into the device by clicking on the ﬁNriteO%
button.

Please note that after you make changes, ¥ou must write the settings into the device

to beapplied. For thi s, Weitedi S buttan. t h e i
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4.3.4 Custom partition names

E Adapter? programming software M

b SR IIB O O T=LL

Disconnect Read Write Addnew Clone Edit Delete Savetofile Add from file

Custom partition names

#|Partition number |Cusmm name

02 Ground floor

|3[01 Basement
: 03 First floor

Custom partition name (o)

Partition number Custom name

04 | |Garage ‘

( OK ) Cancel |

@ Custom partition names

| n Cilstompartitionnamesd menu you can associate names v
alarm control panel, by the partition number. The device can use the custom partition names
configured here in text-notifications (SMS, Push, e-mail). The $cp variable written in the text of

the message will be replaced by the device automatically with the partition name associated with

the partition number received from the alarm control panel, when sending the message. This will

result in the message being received with the specific name of the partition instead of the raw
partition number.

If a custom partition name has not been configured for the given partition number, the device will
replace the variable with the partition number in the message. (e.g.: 01).

The system can store up to 20 custom partition names.
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Available options:

1 Read the settings from the device:
<> To read the settings from the device,c | i c k Rendot et on. Thi s
settings in all menus.

1 Write the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to
% write the new settings | nWrideot hbetdewni cdhb
the changes only, but all changes made in any menu.

1 Adding a new custom partition name:
_;[:1 To add a new custom partition name, cliciNewon btulh & ofin .

1 Creating a copy of an existing custom partition name:
T To create a copy of the selected custom partition name, c | i c KClomea bbaet 6
3 Please note that the new copy should have a different unique partition number.

1 Editing a custom partition name:
_?’ To edit the selected custom partiionname, c | i clEditon bubéon.

1 Deleting a custom partition name:

_—% To delete the selected custom partition name,c | i ¢ k Deleted hbeu tit o n .

1 Saving the custom partition names database to file:
T To save the custom partition narBaetofileo f i
U button.

1 Adding custom partition names from file:
l It is possible to add custom partition names from a csv file prepared in advance.
To add custom partition Addfronsfileb rlomt f o h e,
the file, andimpdr@nboalttokh.oBythédid, the pr
from the selected file and will prepare an import summary. If there are already custom
partition names stored in the device, those will not be deleted by adding entries from
file, but the imported partition names will be added to the existing ones.

Adding custom partition names (&)

Import summary

Type Information

Information New data: #1 | 01;Basement
Information Mew data: #2 | 02;Ground floor
Information New data: #3 | 03;First floor

|2 [Summary Successful: 3, Warning: 0, Error; 0,

1, The data will be imported in the program first. Imported data will be added in the device only aftar writing the settings into the device.

[ Close |
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The structure requirements of the CSV file to be imported:

The program considers the first line of the CSV file as the header. Therefore,
it will not process the firs line!
The file should contain the entries starting from the second line. The line should start
with the 2-digit partition number, followed by a semicolon, and then the partition
name. Example:

01;Basement

02;Ground floor

The easiest way to prepare the file is adding at least one custom partition name in
the program, and then e xSawe totfiled t b i tot wrs,v 4
edit the exported file and enter the further custom partition names in the file by the
analogy of the file content.

The program will indicate, if there are issues in the file to be imported, e.g., duplicate
partition numbers, or partition numbers that already exist in the device in that
particular case, or other entries that the program cannot process.

The program classifies the entries Typed o
column, and marks each with a different background color for better transparency:

Information (green background color): entries imported successfully.

Warning (yellow background color): entries processed successfully, but the partition
number appears more than once in the file, or already exists among the entries
registered in the device, or the partition number or partition name is missing.

Error (red background color): entries with errors, which the program cannot process.

The program wil|l not i mpVarningd e oHrrorie $ nmar K
system!

You can find a summary line at the bottom of the list, showing the number of entries
imported successfully, the ones marked as warnings, and the ones with errors.
You can close the wirChheew byt conckahgennw
imported successfully will show up in the list of custom partition names. After that,
you can edit and continue to configure the entries imported into the program
as needed, and when finished, write the settings into the device by clicking on the

<>
ANTited 20 button.

Please note that after you make changes, ¥ou must write the settings into the device

to beapplied. For thi s, Weitedi S buttan. t h e i
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4.3.5 Custom zone names

E Adapter? programming software nMe

te S B AR O O T =Ll

Disconnect Read Write Addnew Clone Edit Delete Savetofile Add from file

Custom zone names

| Zone number Cugtom name
*|001 Entrance

o2 Living room
003 Kitchen

Custom zone name A

Zone number Custom name

004 | ‘Eedroom |

§ Ok ) Cancel |

@ Custom zone names

| n Cilseomi@onenamesd0 menu you can associate names Wwi
control panel, by the zone number. The device can use the custom zone names configured here

in text-notifications (SMS, Push, e-mail). The $cz variable written in the text of the message will

be replaced by the device automatically with the zone name associated with the zone number
received from the alarm control panel, when the device reports a zone related event. This will
result in the message being received with the specific name of the zone instead of the raw zone
number.

If a custom zone name has not been configured for the given zone number, the device will replace
the variable with the zone number in the message. (e.g.: 001).

The system can store up to 100 custom zone names.
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Available options:

T

Reading the settings from the device:
<> To read the settings from the device,c | i c k Rendot et on. Thi s
settings in all menus.

Writing the settings into the device:
After changing the settings or entering new settings, to take effect, it is necessary to

% write the new settings | nWrideot hbetdewni cdhb
the changes only, but all changes made in any menu.

Adding a new custom zone name:
_;[;1} To add a new custom zbewé batmeonclick on
Creating a copy of an existing custom zone name:

T4 To create a copy of the selected custom zone name, cl i ckClopedp thie t
3 Please note that the new copy should have a different unique zone number.

Editing a custom zone name:
_?’ Toedit the selected cust &ditozbnonéet oame, cl

Deleting a custom zone name:

_—% To delete the selected custom zone name,c | i ¢ k Deleted hbeu tit o n .

Saving the custom zone names database to file:
[T] To save the custom zone namestofileinc sv f or mat ,Saeeloifie&k mut t ¢

Adding custom zone names from file:

l It is possible to add custom zone names from a csv file prepared in advance. To add
custom zone names f rAddfromifilee , b wtlti ccrk, omr o w
and then clmpoctdt buttbde. AiBy this, the prog
the selected file and will prepare an import summary. If there are already custom
zone names stored in the device, those will not be deleted by adding entries from file,
but the imported zone names will be added to the existing ones.

Adding custom zone names [ )
Import summary
Type Information
Information Mew data: #1 | 001;Entrance
Information New data: #2 | 002;Living room
| [Information Mew data: #3 | 003;Kitchen
3| Summary Successful: 3, Warning: 0, Error: 0,

t, The data will be imported in the program first. Imported data will be added in the device enly after writing the settings into the device.

[ Close |
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The structure requirements of the CSV file to be imported:

The program considers the first line of the CSV file as the header. Therefore,
it will not process the firs line!
The file should contain the entries starting from the second line. The line should start
with the 3-digit zone number, followed by a semicolon, and then the zone name.
Example:

001;Entrance

002;Living room

The easiest way to prepare the file is adding at least one custom zone name in the
program, and then expoSatetafileot butswoenfi aed
the exported file and enter the further custom zone names in the file by the analogy

of the file content.

The program will indicate, if there are issues in the file to be imported, e.g., duplicate
zone numbers, or zone numbers that already exist in the device in that particular
case, or other entries that the program cannot process.

The program classifies the entries Typed o
column, and marks each with a different background color for better transparency:

Information (green background color): entries imported successfully.

Warning (yellow background color): entries processed successfully, but the zone
number appears more than once in the file, or already exists among the entries
registered in the device, or the zone number or zone name is missing.

Error (red background color): entries with errors, which the program cannot process.

The program wil|l not i mpVarningd e oHrrorie $ nmar K
system!

You can find a summary line at the bottom of the list, showing the number of entries
imported successfully, the ones marked as warnings, and the ones with errors.
You can close the wirChheew byt conckahgennw
imported successfully will show up in the list of custom zone names. After that, you
can edit and continue to configure the entries imported into the program as needed,

and when finished, write the settings into the device by clicking on the ﬁNriteO%
button.

Please note that after you make changes, %ou must write the settings into the device

tobeapplied. For this, WatkdeQbutton. t he #
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4.4 Device status menu

4.4.1 Status monitoring

& Adapter2 programming software ONH
h © v @ T=LL
Disconnect  Time synchronization  Activate output  Periodic test report ATlog  Modem FOTA update f—
Status monitoring
Property |status / value [Date/Time |Event .
Device 2024, 06, 21, 16:26:24 D: [mainsm_proc ] <MDM A (16:26: 18)Check... I
Firmware version V8.03.0.8333 | |2024. 06. 21. 16:26:24 D: [mainsm_prac ] <MDM A (16:26: 19)AT check OK
SIM identifier 8936304321060554011 E‘ : 2024. 06. 21. 16:26:25 D: [mainsm_proc ] <MDM A (16:26: 19)Modem type: AT682
Mode! Adapter2 PRO - 4G.IN4.R 1 | [2024. 06. 21. 16:26:32 D: [mainsm_proc 1 <MDM A (16:26:27)Checking 5IM card...
Device ID D3:47:8F: 77:40:FF E‘ | [2024. 06. 21. 16:26:32 D: [mainsm_proc ] <MDM A> (16:26:27)SIM init OK
Supply voltage 13,36V | |2024. 06. 21. 16:26:34 D: [mainsm_proc ] <MDM A {16:26: 29)MUX check OK.
Simulated line status Ide | |2024. 06. 21. 16:26:34 D: [mainsm_proc ] <MDM A (16:26: 29)Modem full rev: AD11B12A7682M7
Modem type ATs32 | |2024. 06. 21. 16:26:35 D: [mainsm_proc ] <MDM A (16:26: 29)Wait for network registration...
R aTere | [2024. 06. 21. 16:26:35 D: [mainsm_prac ] <MDM A (16:26: 30)Network: home
System fime 2024.06. 21. 17:2%:13 2. 06, 2 B0 EEIET:BTJTSUT(UJSEIUUEUUUUU]UETUCEINISE?U;EISU:UZE?U:SSEIUUUBUUDE,UXUUEIU
IP uptime 3068 seconds
Device uptime 3113 seconds Ok
GsM upn':ne 3070 seconds : 2024, 06. 21, 16:26:36 D: [mainsm_proc 1 <MDM A (16:26:30)Modem set volume: mic=5, spk=50
Data traffic 2620894 B 2024, 06. 21. 16:26:37 D: [mainsm_proc 1 <MDM A= (16:26:31)Modem APM[1]:
e p—— I internet. telekom.mnc030.mecc2 16, gprs, proto: IP
GSM aperator Telekom HU | |2024. 06. 21. 16:26:37 D: [mainsm_prac 1 <MDM A (16:26:31)Modem APM[B]: ims, proto: IPV4V6
e 4 EUTRAN) | |2024. 06. 21. 16:26:39 D: [mainsm_proc ] <MDM A (16:26: 34)pppsm start...
sM signal Good I 2024. 06. 21. 16:26:39 D: [mainsm_proc ] <MDM A= (16:26: 34)SMS storage size: 20
1P address T T 2024, 06, 21, 16:26:39 :Z:I;E[P;ilgﬁlfkgun:lmncu]g&f-:ﬂ[()f;lz.?;g(éf;26:34)Try auto APN:
Pnbesabaamechs 2pcs | |2024. 06. 21. 16:26:39 D: [mainem proc ] <MDM A> (16:26:34)4PN set OK
Bloden =l £ | |2024. 06. 21. 16:26:39 D: [mainsm_proc ] <MDM A> (16:26:34)pop0 start...
Cloud connection Connected | |2024. 06. 21. 16:26:90 D: [mainsm_proc ] <MDM A (16:26:34)ppp connected. .. ~
Inputs / Outputs | |2024. 06. 21. 16:26:40 I: [mainsm_proc ] <TCPIP» (16:26:35)PPP[0] starting...
N1 Inactive I 2024. 06. 21. 16:26:40 D: [mainsm_proc ] <MDM A (16:26:35)Mew day: counters reseted
LH octive | |2024. 06. 21. 16:26:40 D: [tpip_thread ] <PPP LINK> (16:26:35)STATE: code: 0
LE L 2024, 06, 21. 16:26:40 D: [tepip_thread ] <LINK> (16:26:35)———p up(0):
s Inactive | |2024. 06. 21. 16:26:40 D: [tepip_thread ] <LINK> (16:26:35)ip_addr = 100.71.4.194
Qutput Inactive | |2024. 06. 21. 16:26:40 D: [tepip_thread ] <LINK> (16:26:35)netmask = 255.255.255.0
Reporting channels | |2024. 06. 21 16:26:40 D: [tepip_thread | <LINK> (16:26:35)dns1 = B84.2.46.1
it B | |2024. 06. 21. 16:26:40 D: [topip_thread ] <LINK> (15:26:35)dns2 = 84.2.44.1
2 poCamfoxed | |2024. 06. 21. 16:26:40 D: [tcpip_thread ] <SysNetiF» (16:25:35)System netf[d] ready
B3 NoCaxifigxed | |2024. 06. 21. 16:26:40 D: [tcpip_thread 1 <MDM A (15:26:35)1P Ready
) P4 Mot configured | |2024. 06. 21. 16:26:40 D: [tosk_Adapter ] <M (16:26:35)Restart ml
® status manitoring | |2024. 06. 21 16:26:41 D: [task_Adapter ] <M5> (16:26:35)Restart m2
I 2024. 06. 21. 16:26:41 D: [task_Adapter ] <MSC > (16:26:35)MSClient_Stop_unimplemented
: 2024, 06, 21, 16:26:41 D: [task_Adapter 1 <MS> (16:26:35)Restart m3
2024, 06, 21, 16:26:41 D: [task_Adapter ] <MSC> (16:26:35)M5Client_Stop_unimplemented
I 2024. 06. 21. 16:26:41 D: [task_Adapter ] <MS> (16:26:35)Restart m4
I 2024. 06. 21. 16:26:41 D: [task_Adapter ] <MSC> (16:26:35)M5Client_Stop_unimplemented
[ 2024. 06. 21. 16:26:41 D: [TELLApiTask ] <TELLApi> (16:26:36)Connecting. ..
: 2024, 06, 21, 16:26:41 D: [task_Adapter ] <MS> (16:26:36)Restart bs
| |2024. 06. 21. 16:26:41 D: [task_aAdapter 1 <MSC> (16:26:36)M5Client_Stop_unimplemented v
~ . . N . . .
T h &tafus monitoringd menu provides i nformation on actu

faster communication, in case of remote connection some of the options are not available. Status
information loads and refreshes automatically only when connected through USB. The system

logs are shown in the window on the right hand side, which provides information about the internal
processes of the device and communication. The system logs help troubleshooting if malfunction
occur s. The program saves the sylbogssmflodgiert o wi
can access easily by clicking on t he p aAbloutdo!| i me&kn us hiorw
fDatafoldero se ¢t henf i |l e name the acud date arodule.lodo |)Thevsystemii
logs are only available when connected via USB!

Available status information:

Device:

I Firmware version: the firmware version of the device.

1 SIM identifier: the identifier (ICCID) of the SIM card installed in the device. You can copy
the ID to clipboard by clicking the notepad icon on the right-hand side.

Model: the device type/model.

Device ID: the unique identifier of the device (6x2 hexadecimal characters). This identifier
is burned-in during production and thereby it is unchangeable. You can copy the ID to
clipboard by clicking the notepad icon on the right-hand side.

= =4
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1 Supply voltage: value of measured supply voltage. The value is considered to be no more
than indicative, and cannot be compared with a value shown by a precise measuring
instrument.

1 Simulated line status: the status of the simulated phone line.

1 Modem type: the type of the modem built in the device.

Counters:

1 System time: the system date and time.

1 IP uptime: elapsed time since the device has last connected to the Internet.

1 Device uptime: elapsed time since the device has been powered up.

1 GSM uptime: elapsed time since the device has last connected to the GSM network.
1 Data traffic: data traffic since the device has last connected to the Internet.

Network:

1 GSM operator: the name of the GSM operator used.

1 Data connection type: the current data connection type: 4G (E-UTRAN), 3G (UTRAN),

2G (GPRS/EGDE).

GSM signal: actual GSM signal level (None/Very low, Weak, Medium, Good, Excellent).

WiFi network (WiFi model only): the name (SSID) of the network to which the device is

connected

1 Signal (WiFi model only): the signal level (None/Very low, Weak, Medium, Good, Excellent)
of the network to which the device is connected.

1 Searching for WiFi networks (WiFi model only): network scanning status (Yes=scanning

is in progress).

IP address: the actual IP address of the device.

Number of connections: the number of active connections with servers/receivers.

Modem status: the actual status of the GSM modem.

Cloud connection: the cloud connection status.

= =4 -8 -4

Inputs / Outputs:

T | N1 é I thedctual state of the contact inputs.
9 Output: the actual state of the output (OUT)

Reporting channels:

1 | P 1 é IcBrhection status of the configured servers and IP receivers

After connecting to the device locally or remotely, the following options become available:

T Query:
This button is only available when connected to the device remotely. Status
‘%ﬁ information can be loaded or updated by clicking on this button. This is not needed
%%, when connected via USB, because in this case status information loads and
refreshes automatically.

_ System time synchronization ﬂ

1 Time synchronization:
C Use computer system time

This button is used to synchronize the device
@ system time with the PC system time, or set
custom time, according to your choice.

Time
@ Set custom time: 115:25:4%

7
[

OK ) [ Cancel
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Activate output:

You can activate the output (OUT) by clicking on this button. The output remains
—f¥_ activated until deactivated manually or by an event, which has been configured to
% control the given output in a way that deactivates it, or a power loss occurs.
Deactivate output:

—‘!_;5 You can deactivate the output (OUT) by clicking on this button.

Periodic test report:
You can generate a periodic test report event by clicking on this button.

Enable and disable AT command logging:

TheATfogdo button is wused to enable and
This serves for troubleshooting, for viewing detailed information on the operation of
the modem.

A

Modem FOTA update:

Using this button, you can update the firmware of the modem installed in the device.

The manufacturer of the modem also continuously improves their products,
therefore, new firmware updates may occasionally be released for the modem, which
along with bug fixes, may include improvements following the evolution of mobile
networks. Therefore, it is recommended that you always upgrade the modem as well

3 to the latest firmware version available, especially if you experience a malfunction
\- related to mobile network functioning (e.g., VOLTE calls are not working despite the
service is enabled on the SIM card). The update is done over the mobile Internet,
therefore, it requires a SIM card with data service, and the device must run with the
latest firmware version. After clicking on the button, a new window pops up which
shows the current firmware version of the modem. You can start the update after
inserting the firmware URL (link) which you can request from TELL technical support.

Modemn FOTA update A

Current version Modem firmware URL

B1z2 | | |

e ~ 5\
| Start 1| Cancal |

The device will restart after starting the update, and then it will download the
necessary file and will update the modem. The process may take even 15-20
minutes. Wait until the device reconnects to the network and the status LED starts
blinking in green. Do not turn off the power feed before that because doing so may
damage the modem. After that, by clicking again on the button you can check in the

fCurrentversiono fi el d i f wupdating was successf
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4.4.2 Event monitoring

E Adapter2 programming software AN
to @ M ” =Ll
Disconnect Stop monitoring  Savetofile  Stop pending notifications
Events
| Date/mime ¥ [Name source User accoun|Event code Parton  [rone [P1 |2 [P3 [mEL1 [EL2 [TE3  [TEL4
| |2018. 0. 13. 14:01:08 All events Simulated line 0BCD 1130 01 0oz ? ? ? = = = =
: 2018. 06. 13. 14:00:29 All events Simulated line 0BCD 3409 01 Qoo = R R
| |2018. 0. 13. 14:00:20 All events Simulated line 0BCD 1409 01 Qoo = R R
| |2018. 06, 13. 14:00:11 All events Simulated line 0BCD 3409 01 Qoo = R R
| |2018. 06, 13. 13:59:18 IN1Restore Input 0000 3137 a3 oo1 = R R
| |2018. 08, 13. 13:59:18 N1 Alarm Input 000a 1137 a3 oo1 = R R
| |2018. 08, 13. 13:58:40 IN1Restore Input 0000 3137 a3 oo1 = R R
| |2018. 08, 13. 13:58:39 N1 Alarm Input 000a 1137 a3 oo1 = R R
| |2018. 06, 13. 13:58:28 All events Simulated line 0BCD 3333 01 ooo = R R
| |2018. 0. 13. 13:58:19 All events Simulated line 0BCD 1309 01 0oo = R R
| |2018. 08, 13. 13:58:10 All events Simulated line 0BCD 1333 01 ooo = R R
| |2018. 06, 13. 13:58:01 All events Simulated line 0BCD 1333 01 0oo = R R
| |2018. 0. 13. 13:57:52 All events Simulated line 0BCD 1526 01 ooo = R R
| |2018. 06, 13. 13:57:43 All events Simulated line 0BCD 1308 01 0oo = R R
@ Event monitoring
E |

Inthismenuyou can vi ew t hlagamd enonitoc evénts and theeraepbrting progress
online. The device stores last 100 events in its event log.

Available options:

i Start monitoring:
By clicking on this button, the program will download the stored and will display new
events as well. By clicking on the arrow next to this button, you can choose from the
drop-down menu, how many events you want to see in the list: last 10, 20 or all.

1 Stop monitoring:
Suspends listing of new events. New events will not be listed until event monitoring
is restarted.

1 Save to file:
T By clicking on this button, the listed event log can be saved to file in semicolon-
U separated CSV format.

1 Stop pending notifications:
By clicking on this button, a command will be sent to the device to cancel pending
I’w notifications, which have not been delivered yet. Notifications already in progress will
not be terminated.
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When connected to the device remotely, the event log can be downloaded only, online monitoring
is not available.

Elements of the event log:

1 Date/time: event date/time.
1 Name: event name, according to the event names configured at alarm system events, input
events and service events.

i Source: event source.

1 User account ID: the user account ID according to the source.

1 Event code: Contact ID event code.

1 Partition: partition number.

1 Zone: zone number.

1 IP1é IP4: reporting to IP1 é1P4 server/receiver IP addresses.

1 Backup SMS: backup reporting to CMS via SMS.

1 TEL1lé TELA(SMS):not i fi cations to phone numbers TE

1 TEL1é TEL4(Call):not i fi cations to phone numbers TELIL

! PUSH1é PUSH4:not i fi cations to mobile devices 1¢/

1 EMAIL1é EMAIL4:not i fi cations to -maldressees 1é4 by
Legend of marks shown in IP1é IP4, Backup SMS, TEL1éTEL4 ( SMS) . TEL 1

PUSH1éPUSH4 and EM~Aodlumasé EMAI L 4

? 1 new event reporting in progress.

R T no need to report.

*1 reported successfully.

E 1 reporting failed.

-1 no server/receiver IP address or phone number configured.
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4.4.3 System event logs

nect Disconnect Query Save to file

| System eventlogs

Date,Time |Evem: details
2019.05.28, 14:25:34 #D:IF: ppp0[0] up
- 2019.05.28, 14:25:35 #0:5Y5; System time updated.
2019.05.28. 14:25:46 #D:SYS: System time updated.
. — 15970.01.01. 01:00:11 #D:5YS: Reset: EXT BOR POR.
1970.01.01. 01:00:26 #D:5YS: PSU_0=12918 mV
1970.01.01. 01:00:45 #D:G5MA: CELL ID: 0030:0CB383F
— 1970,01.01, 01:00:48 #D:IF: ppp0[0] up
2019.05.29. 08:34:51 #D:SYS: System time updated.
2019.05.29, 08:34:52 #D:5Y5: System time updated.
— 2019.05.29, 10:25:04 #D:5YS: System time updated.

@ System event logs

Events related to device operation are shown in the system event logs.

To download the system event logs from the device,

S
ope Reador e drép-down menu, select

how many events you want to download from the latest ones (10, 20 or all), and then click on the
L

o
ﬁ?eadbm button.

You can save the downloaded system event logs to file in CSV format. To save the logs to file,

click Saw tdfiteéli-libutton.
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4.5 Software settings menu

4.5.1 Settings

E Adapter? programming software N
o7 amm
\‘0 mam T_I I
Disconnect  Restore default layout
Software settings
User interface v
Theme
Mcskin |L|
Other software settings v
’:’ Extended logging for trourbleshooting
[ show the QR code containing the device ID in the Status monitoring menu
@ Settings

| n ({Sdtteagsd me n u  ylange theauser interface skin and language.
Available options:

1 Restore default layout:
:rb To restore the user interface default layout, c | i ¢ k Restoré detaultfiayouto
=% button.

User interface:

Theme: the user interface appearance can be changed using this dropdown-menu. You can
choose from various appearance themes.

Other software settings:

Extended logging for troubleshooting: you can enable this option if you encounter issues with

the software. If you enable this option, the program will record detailed logs while the system
operates. The program saves the software logs to file automatically i n tdged if ol der ,
you can access easily by clAbautoi moe nawn Datinfeldervien ki
section (the fil e theaowesl date erkaderdlagdé) f oThewdet @i | ed
manufacturer in troubleshooting.
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Show the QR code containing the device ID in the Status monitoring menu: if this option is
enabl ed, the QR code that cont aiStatgs mohiteringée vimecreu .

This is used by the manufacturer to record devices produced.

4.5.2 About
E Adapterd programming software MO
Disconnect f—
About
Product
Adapter 2 programming software v7.2.0.4746
Company information
T.E.L.L. Software Hungdria Kft
Open source licenses
This software uses libraries from the FFmpeg project under the LGPLvZ2. 1
Data folder
C:\UsersiTELL \AppData\Local\TELL \Adapter 2 v7
® about
~ N . . . .
TheAbdquto menu shows the availabilities of the m

software and the path of the data folder where the software stores the logs. By clicking on the
path, the program will open the data folder in the file manager.

97



5 Transparent serial port

The serial port of the device is suitable for bidirectional transparent data transfer over the Internet.
It can be used for e.g., remote programming of the connected alarm control panel or can provide
a solution for remote communication of other devices or equipment which are using an RS232
serial port. The Internet connection between the remote device or equipment and the computer is
ensured by the Adapter2 and the Remote Serial Client software, or the Adapter2 programming
software. For this, the serial port of the Adapter2 should be connected to the serial port of the
given device or equipment, and then data can be sent to and received from the device or
equipment on the PC through the virtual serial port created by the Remote Serial Client software.

In case of using the Adapter2 programming software, the remote data connection can be
it

established using the Link remote serial port button placed in the General settings menu.

This option also requires a third-party software that can create a linked pair of virtual serial ports

(e.g., comOcom), which provides the serial link between the programming software and the

application you want to use.

The Remote Serial Client and the Adapter2 programming software can both be used to
connect to the serial port of the device, with the difference that the Remote Serial Client
program can create a virtual port for communication, while the programming software
requires third-party software that can create a linked pair of virtual serial ports.

Cloud service

—
P |

N

\ J

Adapter2 Remote equipment
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5.1 Remote programming of alarm control panels

For remote programming, the device establishes transparent serial data communication through
IP connection. To establish the remote connection between the programming software of the
alarm system and the alarm control panel, you can use the Remote Serial Client or the Adapter2
programming software. The serial port of the Adapter2 must be connected to the serial port of the
alarm control panel, and the programming software of the alarm system connects to the virtual
serial port created by the Remote Serial Client software.

In case of using the Adapter2 programming software, the remote data connection can be
it

established using the Link remote serial port button placed in the General settings menu.
This option requires a third-party software that can create a linked pair of virtual serial ports
(e.g., comOcom), which provides the serial link between the Adapter2 programming software and
the programming software of the alarm control panel.

Attention! The transparent serial data transfer works through the cloud service only. Therefore,
to use this function, it is necessary for the device to be connected to the cloud server.

Attention! Please note that data transfer through the serial port of the Adapter2 may
generate high data traffic, which may result in an increased data usage on the SIM card
installed in the device.

Remote programming was tested with the following alarm control panels:

Paradox EV0192, SP5500, SP4000
DSC NEO HS2016, PC1616
Texecom Premier, Premier Elite
Bentel KYO 8

Inim Ability, Smart Living

Satel CA-10

= =4 =4 -8 -9 -9
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5.1.1 Paradox alarm systems

M Installation:

pred Paradox N

i O : \\
e E 1 ~_Level drlver//
L v

Tell
e-Shift Level

oooo
==

RS232 <-> USB

2008 m<>use

RS232 200 rs23z<> L
Rx Tx GND ‘l“’u

Wiring diagram for Paradox alarm systems

For Paradox alarm control panels, a level driver interface is needed to establish the serial link.
TELL offers its own level driver interface produced for this purpose. Connect the serial port output
of the level driver interface to the serial port of the Adapter2, then link the level driver interface
with the alarm control panel using the supplied special cable, as shown in the figure above.
Configure the jumpers of the driver level interface as well as shown in the figure above.
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1 Software settings:

Configure the serial port s et t i n g sSerialnporto h es et t i o @eneoafo tmeer ui i
Adapter2 programming software, as shown in the figure below.

For Spectra alarm control panels: Baud rate=9600, Parity=None, Stopbits=1
For EVO alarm control panels: Baud rate=57600, Parity=None, Stopbits=1
Serial port 7

Baud rate Parity Stop bits

9600l'l None ['] li']

To establish the connection between the alarm control panel and its programming software,
it is necessary to install the Remote Serial Client software. This client software ensures the
connection between the PC and the Adapter2 device, as well as it creates a virtual serial port for
the programming software of the alarm system.

As an alternative, the remote data connection can also be established using the Link remote

it

serial port button placed in the General settings menu in the Adapter2 programming
software. This option requires a third-party software that can create a linked pair of virtual serial
ports (e.g., comOcom).

Remote Serial Client = *

T=LL EN -
Virtual senal port |COME Create port | Restore default state |

Senal port settings

Port status: closed Sent: 0 Recemved: 0

5600.M.8.1

Remote device

DeviceID |D3:90:39:88:1A:3E Read from QR code |
System logs

9:08:32 - Program started

Open the Remote Serial Client software and configure the settings in the order below:

Device ID: enter the device identifier (6x2 hexadecimal characters separated by colons)
of the Adapter2 device connected to the alarm control panel.

Us i n gReadifrom @Rcoded butt on, you dewcelD#&dnsheimage fdedsavedh e
from the programming software, that contains the QR code with the device ID.

Virtual serial port: enter the number of the virtual port you wish to create (e.g.: COMS6).

System logs: shows information about program operation and displays data received through the
serial port.

Create port: click on this button to create the configured virtual serial port, then select the created
port in at the serial communication settings in the programming software of the alarm system.
Please note that the Adapter2 device should be online to create the virtual serial port.
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Example for selecting the serial communication port in the Babyware programming software:

For Spectra alarm control panels:
For EVO alarm control panels:

Baud rate=9600 baud
Baud rate=57600 baud

Gw Settings

Connection ' Advanced ' Encryption

Programming changes
New events
Panel status (RAM

O Ipistatic

IP Address

Alarm System Label

Automatically upload panel changes to Babyware upon connection

@ Serial

COM Port

IP Port

Baud Rate

IP Module Password

COM6

9600 baud

IP Module Password ]

(O Modem
O IPIDNS
COM Port
Site ID ] l Modem Type

() GPRS/Public Network

IP Address

Panel Phone #

Modem Response

IP Port

Advanced Test

GPRS Module Password [

Own Public IP Address

Answering Machine Override

Call Back Port

] Ring Cycle Duration

() GPRS/Static

(O GPRS/Private Network

l * Modem init. string for Control Panel supporting 1200bps

Kommunikaciés port (COM1)

Windows Modem Cptions

Get Ring Cycle Duration

IP Address Call Back Port 15000 |
IP Port | GPRS Module Password [ |
GPRS Module Password l l SMS Initiation String Refresh
X Cancel v 0K
BabyWare V2.9.9 - Account 3 - o X
Eile Yiew Tools Events Communication
[ Accounts pr| Save | & Connecxl “) & In-Field 4 | Translate 2
i ey ~ Langual
Category ¥ Senal# @ # @ Location @ Manual Controls and Status
< >
Legend: [JZone {O PGM Output
Off dosed 8 On (auto)/open |l On (manual)/in alarm [ Alarm Memory Tamper/Trouble Bypassed Bypass Memory M Test lode Status Unavailable
[ 2
All Events v| W Custom Filters Print Events Show Deleted Events o
Date+Time Q Label Q Type @ Location @ Description @ Additional Information@, User Label Q|

RX | TX  NUM Account Account 3 Operator: Admin 0 Events

Then the programming software will open the serial port and will establish the connection with the
alarm control panel.
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After you have finished remote programming the alarm control panel, you can delete the created
virtual seri al p Daletepdrty Ot ¢ binng on the

Remote Serial Client = *

ToLL Eme
Virtual serial port ICOME Delete port I Restore default state |

—Serial port settings
Port status: closed Sent: 0 Receved: [
960081 Edit |

SetCTSOFF | SetDSROFF SetDCODOFF | SetRINGON |

— Remote device
DevicelD |D3:80:39:88:1A:3E Read from QR code |

System logs

5:08:32 - Program started

5:09:45 - Create port: COME

5:09:50 - Successfully authenticated
5:09:50 - The remote device is online

In case of using the Adapter2 programming software, you can close the serial data connection
4

using the Unlink remote serial port button placed in the General settings menu.

103



5.1.2 DSC alarm systems

M Installation:

0 o}
o
PC-UNX
LLLL | ‘
AUX+ and Keybus (Red) are Internally Connected ‘
Total current draw from Keypads, PGM Outputs and @
Aux circults must not exceed 550ma
o l Internally Connected
SSANAVAVANGN if\;\}'_\ SN SN \5\‘{{\;%\'. N SIS \5\[\
(o LN s 's'n'nn'nn'n 5! } o B W WU W W o d W W T O
X | L | | |
o HNNNENENENNE NENERNEEE * NEEEN..
| ac ac M BELL | s mcveL GAn Ve PV L7y coM 22 73 COM X 25 COM 29 27 COM Zn EGND o Te T

1-RX
2,3 - GND
4-TX

Wiring diagram for DSC alarm systems

Connect the supplied special cable to the serial port of the Adapter2 device as shown in the figure
above, then plug it onto the alarm control panel.

1 Software settings:

~

Configure the seri aSeriapmortd sedttii @gseoafd ntmedrafl i |
Adapter2 programming software, as shown in the figure below (Baud rate=9600, Parity=None,
Stopbits=1):

‘ Serial port v

Baud rate Parity Stop bits

9600 *| [None e [ 1)+
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To establish the connection between the alarm control panel and its programming software,
it is necessary to install the Remote Serial Client software. This client software ensures the
connection between the PC and the Adapter2 device, as well as it creates a virtual serial port for
the programming software of the alarm system.

As an alternative, the remote data connection can also be established using the Link remote
it

serial port button placed in the General settings menu in the Adapter2 programming
software. This option requires a third-party software that can create a linked pair of virtual serial
ports (e.g., comOcom).

Remote Serial Client = *

T =l EN ~

Virtual senial port  |comE Create port | Restore default state |

Serial port settings
Port status: closed Sent: 0 Received: 0

9600,N,8,1 J
| | |

Remote device
DevicelD |03:80:35:88:1A:3E Read from QR code |

System logs
5:08:32 - Program started

Open the Remote Serial Client software and configure the settings in the order below:

Device ID: enter the device identifier (6x2 hexadecimal characters separated by colons)
of the Adapter2 device connected to the alarm control panel.

Usi n gReadffem @Rcoded0 button, you can also read the
from the programming software, that contains the QR code with the device ID.

Virtual serial port: enter the number of the virtual port you wish to create (e.g.: COM®6).

System logs: shows information about program operation and displays data received through the
serial port.

Create port: click on this button to create the configured virtual serial port, then select the created
port in at the serial communication settings in the programming software of the alarm system.
Please note that the Adapter2 device should be online to create the virtual serial port.

Example for selecting the serial communication port in the DLS 5 programming software:

oLE Modem Manager Configuration X
| = 'G COMNEXANT - _
PCLIME - COMGB PCLIME ~
MD-12 - COMI

Port
COME - ELTIMA Virtual Serial Pi

Cancel
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Start connecting:

i File View Tools Window

| 3-SwantPage

QX 3 F NP RN -

Section Number Search

Communications Status |Of Connection Of

L.
=

Signature Graphic

Users

Partitions

Zones

Event Schedule

Communications

QP2 EP

System

DIS

H

]
_~

PGMs

Wireless

MESHIR

Keypad

1
i

J

Event Buffer

I PC1616v4.5EV  Standard View | Last changed: 2015. 11.23. 13:27:58 | Last communicated: 2015. 11. 23. 13:27:58

Then the programming software will open the serial port and will establish the connection with the
alarm control panel.

After you finished remote programming the alarm control panel, you can delete the created virtual
seri al port b Reletelpormk ibug tem.t he A

Remote Serial Client = *

T =Ll EN =

Virtual serial pot  [CO1c Delete port | |

Serial port settings

Port status: closed Sent: 0 Received: 0
9600.N.8.1 Edit |
SetCTSOFF | SetDSROFF SetDCDOFF | setRINGON |
Remote device
DeviceID |D5:80:35:88:1A:3F Read from QR code |
System logs

9:08:32 - Program started

9:09.49 - Create port: COME

9:059:50 - Successfully authenticated
9:09:50 - The remate device is online

In case of using the Adapter2 programming software, you can close the serial data connection
4

using the Unlink remote serial port button placed in the General settings menu.
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5.1.3 Premier and Premier Elite alarm systems

M Installation:

<1\

Y4
\

1 \\\Level driver//

p . y ~_—

I / remler\

+GND Tx Rx
T=LL TTL =
e-Shift Level O

e RS232<>UsB

2005 w<suse

RS232 ag .
Rx Tx GND '°°I SRl

“RS232
Rx Tx GND

Wiring diagram for Premier alarm systems

For Premier alarm control panels, a level driver interface is needed to establish the serial link.
TELL offers its own level driver interface produced for this purpose. Connect the serial port output
of the level driver interface to the serial port of the Adapter2, then link the level driver interface
with the alarm control panel using the supplied special cable, as shown in the figure above.
Configure the jumpers of the driver level interface as well as shown in the figure above.

1 Software settings:

Configure the seri aSeriapmortd sedttii @pseoafd ntmed a i
Adapter2 programming software, as shown in the figure below (Baud rate=19200, Parity=None,

Stopbits=2):

' Serial port

Baud rate Parity Stop bits

19200/ ¥ [none b [ 2
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To establish the connection between the alarm control panel and its programming software,
it is necessary to install the Remote Serial Client software. This client software ensures the
connection between the PC and the Adapter2 device, as well as it creates a virtual serial port for
the programming software of the alarm system.

As an alternative, the remote data connection can also be established using the Link remote
it

serial port button placed in the General settings menu in the Adapter2 programming
software. This option requires a third-party software that can create a linked pair of virtual serial
ports (e.g., comOcom).

Remote Serial Client = *
T—=LL EN ~

Virtual senial port |COME Create port | Restore default state |

Serial port settings
Port status: closed Sent: 0 Receved: 0

|19200.N.8.2 |

Remote device
DevicelD |pg:30:39:88:1A:3E Read from QR code |

System logs
9:19:42 - Program started

Open the Remote Serial Client software and configure the settings in the order below:

Device ID: enter the device identifier (6x2 hexadecimal characters separated by colons)
of the Adapter2 device connected to the alarm control panel.

Us i n gReadhfrom @QRcodeo button, you can also read the
from the programming software, that contains the QR code with the device ID.

Virtual serial port: enter the number of the virtual port you wish to create (e.g.: COM®6).

System logs: shows information about program operation and displays data received through the
serial port.

Create port: click on this button to create the configured virtual serial port, then select the created
port in at the serial communication settings in the programming software of the alarm system.
Please note that the Adapter2 device should be online to create the virtual serial port.
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Example for selecting the serial communication port in the Wintex programming software:

% Wintex UDL
User Accounts

c Setup Window Help

New  Open

[Status: Offine Ready

2.8

ave Edit Account | Program  Print

- - i = >
2|5 f N = @ =
R Diagnostics icochel Keypad Eventlog | Sej

Rem, Reset

Connect using PC-Com (COM6) Panek Premier 816 Version: 1612 [X]

Connect using Modem 1 (COM2)
| Connect using Modem 2 (COM3)

<
Wintesc

Tx @ Rx @ User Name: Master 2017. 07. 11. 10:09:25

Then the programming software will open the serial port and will establish the connection with the
alarm control panel.

After you have finished remote programming the alarm control panel, you can delete the created

Vi

rtual

seri al p Dalete pdrty Ot ¢ binng on the i

Remote Serial Client = *

Virtual senal port ICOME Delete port I Restore default state |

— Serial port settings
Port status: closed Received: 0

Edit |

Sent: 0

19200,M.8.2

SetCTSOFF | SetDSROFF SetDCOOFF | SetRINGON |

—Remote device
Device ID [D3:80:39:88:1A:3E

Read from QR code |

System logs

9:19:42 - Program started

9:20:19 - Create port: COME

5:20:20 - Successfully authenticated
9:20:20 - The remote device is online

In case of using the Adapter2 programming software, you can close the serial data connection
4

using the Unlink remote serial port button placed in the General settings menu.
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5.1.4 Bentel alarm systems

M Installation:

©® c @
& 2 -RX
f“:% 3-TX
al O D 5 - GND
K% %? |
omo\ %:-‘ 12345
[o0] 7 @ |88 i )
im o
D |= ‘
— o= ® [ ] ®
' “12v T %; Q K& [ ] ]]Q
8] 8 (w2 = ; :
5V n-%iig I )
-3 6789
51 3] 2 -

Wiring diagram for Bentel alarm systems

Connect the supplied special cable to the serial port of the Adapter2 device as shown in the figure
above, then plug it onto the alarm control panel.

1 Software settings:

~

Configure the seri aSeriapmortd sedttii @gseoafd ntmedrafl i |
Adapter2 programming software, as shown in the figure below (Baud rate=9600, Parity=Even,
Stopbits=1):

.Séria'l-por.t v

Baud rate Parity Stop bits

[ seoofe] [even ]
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To establish the connection between the alarm control panel and its programming software,
it is necessary to install the Remote Serial Client software. This client software ensures the
connection between the PC and the Adapter2 device, as well as it creates a virtual serial port for
the programming software of the alarm system.

As an alternative, the remote data connection can also be established using the Link remote
it

serial port button placed in the General settings menu in the Adapter2 programming
software. This option requires a third-party software that can create a linked pair of virtual serial
ports (e.g., comOcom).

Remote Serial Client = x

T=LLl EN ~

Virtual senal port |COI'\"IE Create port | Restore default state |

Serial port settings
Port status: closed Sent: 0 Received: 0

|3600.E.,8.1
| | |

Remote device
DeviceID |0g:30:39:38:1A:3F Read from QR code |

System logs
9:12:13 - Program started

Open the Remote Serial Client software and configure the settings in the order below:

Device ID: enter the device identifier (6x2

hexadecimal characters separated by colons) of | & Serial ports = O X
the Adapter2 device connected to the alarm

control panel. Control Panel Moden

Usi n gReadhfrem @QRcoded butt on ¢~ COM1  COM 1

also read the device ID from the image file saved i G COM 3

from the programming software, that contains

the QR code with the device ID. " COM3 € COM3

Virtual serial port: enter the number of the LIEOR kO

virtual port you wish to create (e.g.: COMS). " COMS " COM5

System logs: shows information about program e " COMB

operation and displays data received through the " COM7 " COM7

serial port.  COME8 Cienig

Create port: click on this button to create the '

configured virtual serial port, then select the Mas bytes in a single frame
created port in at the serial communication Maw. Num. Attempts during remote transmission
settings in the programming software of the 5 64 =

alarm system. Please note that the Adapter2 :

device should be online to create the virtual

serial port. « OK X Cancel l ? Hep
Example for selecting the serial communication

port in the Bentel Security Suite programming
software (see the figure on the right-hand side).
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Start connecting:

Then the programming software will open the serial port and will establish the connection with the
alarm control panel.

After you finished remote programming the alarm control panel, you can delete the created virtual
seri al port bReletelpormk bug toem.t he 0

In case of using the Adapter2 programming software, you can close the serial data connection
i1

using the Unlink remote serial port button placed in the General settings menu.
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